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Sec. 387. (Repealed by Fire Prevention and Building Safety Commission; filed Mar 31, 1998, 1:50 p.m.: 21 IR 2969)

675 IAC 22-2.1-388 Appendix VI-B; emergency relief venting for fire exposure for aboveground tanks (Repealed)

Sec. 388. (Repealed by Fire Prevention and Building Safety Commission; filed Mar 31, 1998, 1:50 p.m.: 21 IR 2969)

675 IAC 22-2.1-389 Appendix VI-C; model citation program (Repealed)

Sec. 389. (Repealed by Fire Prevention and Building Safety Commission; filed Mar 31, 1998, 1:50 p.m.: 21 IR 2969)

675 IAC 22-2.1-390 Appendix VI-D; reference tables from 675 IAC 13, the Indiana building code (Repealed)

Sec. 390. (Repealed by Fire Prevention and Building Safety Commission; filed Mar 31, 1998, 1:50 p.m.: 21 IR 2969)

675 IAC 22-2.1-391 Appendix VI-D; Table No. 5-B; required separation in buildings of mixed occupancy (Repealed)

Sec. 391. (Repealed by Fire Prevention and Building Safety Commission; filed May 13, 1993, 5:00 p.m.: 16 IR 2415)

675 IAC 22-2.1-392 Appendix VI-D; Table No. 5-C; basic allowable floor area for buildings one (1) story in height
(Repealed)

Sec. 392. (Repealed by Fire Prevention and Building Safety Commission; filed May 13, 1993, 5:00 p.m.: 16 IR 2415)

675 IAC 22-2.1-393 Appendix VI-D; Table No. 5-D; maximum height of buildings (Repealed)

Sec. 393. (Repealed by Fire Prevention and Building Safety Commission; filed May 13, 1993, 5:00 p.m.: 16 IR 2415)

675 IAC 22-2.1-394 Appendix VI-D; Table No. 17-A; types of construction; fire-resistive construction (Repealed)

Sec. 394. (Repealed by Fire Prevention and Building Safety Commission; filed May 13, 1993, 5:00 p.m.: 16 IR 2415)

675 IAC 22-2.1-395 Appendix VI-D; Table No. 33-A; minimum egress and access requirements (Repealed)

Sec. 395. (Repealed by Fire Prevention and Building Safety Commission; filed May 13, 1993, 5:00 p.m.: 16 IR 2415)

Rule 2.2. 1998 Indiana Fire Code

675 IAC 22-2.2-1 Adoption by reference (Repealed)

Sec. 1. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-2 Section 101.1; title; availability (Repealed)

Sec. 2. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-3 NFPA 10; standard for portable fire extinguishers (Repealed)

Sec. 3. (Repealed by Fire Prevention and Building Safety Commission; filed Aug 23, 2006, 4:03 p.m.: 20060906-IR-
675050104FRA)

675 IAC 22-2.2-4 NFPA 15; standard for water spray fixed systems for fire protection (Repealed)
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Sec. 4. (Repealed by Fire Prevention and Building Safety Commission; filed Aug 23, 2006, 4:03 p.m.: 20060906-IR-
675050104FRA)

675 IAC 22-2.2-5 NFPA 25; standard for the inspection, testing, and maintenance of water-based fire protection
systems (Repealed)

Sec. 5. (Repealed by Fire Prevention and Building Safety Commission; filed Aug 23, 2006, 4:03 p.m.: 20060906-IR-
675050104FRA)

675 IAC 22-2.2-6 NFPA 33; standard for spray application using flammable and combustible materials (Repealed)

Sec. 6. (Repealed by Fire Prevention and Building Safety Commission; filed Aug 23, 2006, 4:03 p.m.: 20060906-IR-
675050104FRA)

675 IAC 22-2.2-7 NFPA 34; dipping and coating processes using flammable or combustible liquids (Repealed)

Sec. 7. (Repealed by Fire Prevention and Building Safety Commission; filed Aug 23, 2006, 4:03 p.m.: 20060906-IR-
675050104FRA)

675 IAC 22-2.2-8 NFPA 50; standard for bulk oxygen systems at consumer sites (Repealed)

Sec. 8. (Repealed by Fire Prevention and Building Safety Commission; filed Aug 23, 2006, 4:03 p.m.: 20060906-IR-
675050104FRA)

675 IAC 22-2.2-9 NFPA 50B; standard for liquefied hydrogen systems at consumer sites (Repealed)

Sec. 9. (Repealed by Fire Prevention and Building Safety Commission; filed Aug 23, 2006, 4:03 p.m.: 20060906-IR-
675050104FRA)

675 IAC 22-2.2-10 NFPA 51; oxygen-fuel gas system for welding, cutting, and allied processes (Repealed)

Sec. 10. (Repealed by Fire Prevention and Building Safety Commission; filed Aug 23, 2006, 4:03 p.m.: 20060906-IR-
675050104FRA)

675 IAC 22-2.2-11 NFPA 51A; standard for acetylene cylinder charging plants
Authority: IC 22-13-2-2
Affected: IC 22-12-7; IC 22-13; IC 22-14; IC 36-8-17

Sec. 11. (a) That certain document, being titled NFPA 51A, Standard for Acetylene Cylinder Charging Plants, 1996 Edition,
published by the National Fire Protection Association (NFPA), 1 Batterymarch Park, Quincy, Massachusetts 02269-9101, be and
same is hereby adopted by reference, as if fully set out in this section except as revised hereafter.

(b) The following documents referenced in NFPA 51A are not adopted, are not enforceable, and are for information purposes
only:

(1) NFPA 30.
(2) NFPA 101.
(3) NFPA 220.
(4) ANSI A13.1.
(5) ASTM E136.
(c) The following documents referenced in NFPA 51A are adopted and are enforceable:
(1) NFPA 13 adopted in 675 IAC 13-1-8.
(2) NFPA 15 adopted in section 4 of this rule.
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(d) “NOTES” that are not a part of a table, figure, or graph are not enforceable as part of this code.
(e) Delete section 1-2.2.
(f) Amend section 1-3 as follows:
(1) Amend the following definitions:

APPROVED means, as to materials, equipment, and types of construction, acceptance by the authority having
jurisdiction by one (1) of the following methods: investigation or tests conducted by recognized authorities; or
investigation or tests conducted by technical or scientific organizations; or accepted principles. The investigation, tests,
or principles shall establish that the materials, equipment, and types of construction are safe for their intended purpose.
AUTHORITY HAVING JURISDICTION means the state building commissioner, state fire marshal, or officer of a local
unit of government empowered by law to administer and enforce the rules of the commission.
LABELED means equipment or materials to which has been attached a label, symbol, or other identifying mark of an
organization engaged in product evaluation, that maintains periodic inspection of production of labeled equipment or
materials, and by whose labeling the manufacturer indicates compliance with appropriate standards or performance in
a specified manner.
LIMITED-COMBUSTIBLE MATERIAL: See the building code (675 IAC 13).
LISTED means equipment or materials included in a list published by an organization engaged in product evaluation,
that maintains periodic inspection of production of listed equipment or materials, and whose listing states either that the
equipment or material meets appropriate standards or has been tested and found suitable for use in a specified manner.
NONCOMBUSTIBLE MATERIAL means a material that, in the form in which it is used and under the conditions
anticipated, will not ignite, burn, support combustion, or release flammable vapors when subjected to fire or heat.

(2) Add the following definitions:
BUILDING CODE means the Indiana Building Code in effect in Indiana at the time of construction, remodeling,
alteration, addition, or repair of the structure.
ELECTRICAL CODE means the Indiana Electrical Code in effect in Indiana at the time of construction, remodeling,
alteration, addition, or repair of the structure.
FIRE CODE means the Indiana Fire Code.
INDIANA FIRE CODE means the Uniform Fire Code, 1997 Edition, Volumes 1 and 2 as adopted by reference in
section 1 of this rule.
NFPA 70 means the Indiana Electrical Code (675 IAC 17).
ACCESSIBLE, READILY, means capable of being reached safely and quickly for operation, repair, or inspection
without requiring those to whom ready access is requisite to climb over or remove obstacles, or to resort to the use of
portable access equipment.

(g) In section 1-3, delete the following definition: SHOULD.
(h) Amend section 2-1.1 to read as follows: Portions of plants housing acetylene charging and acetylene cylinder storage

operations shall be located in accordance with the building code (675 IAC 13).
(i) Delete section 2-1.2 without substitution.
(j) Amend section 2-3.3 to read as follows: Exits shall be provided in accordance with the building code (675 IAC 13).
(k) In section 3-1.2, delete the words “or equivalent wording”.
(l) In section 3-2.2, delete the words “or equivalent wording”.
(m) Amend section 4-1 to read as follows: This section shall not govern the design of acetylene generators because of the many

variable and complex design features of different types of generators.
(n) In section 4-5.3, delete the words “equivalent wording”.
(o) Amend section 6-1.3 to read as follows: The pressure relief valve vent pipes shall be full size to the termination point

outside of the building and shall terminate in a hood or bend directed to a safe location. The hoods or bends shall be located at least
twelve (12) feet (3.6 m) above the ground, at least three (3) feet (0.9 m) from combustible construction, and an approved distance
from building openings and sources of ignition. The hood or bend shall be constructed so that it will not be obstructed by rain, snow,
ice, or birds.

(p) Amend section 8-2 to read as follows: Acetone storage containers shall be constructed and installed in accordance with
the fire code. Aboveground acetone storage containers in excess of one (1) fifty-five (55) gallon (208 L) drum shall be located at least
twenty-five (25) feet (7.6 m) from the storage of acetylene cylinders and other flammable gas cylinders.

(q) Amend section 8-5 to read as follows: Charged cylinders shall be stored outside the charging room. In the charging room,
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they shall be located an approved distance from the charging manifold.
(r) Amend section 9-2.2 to read as follows: The need for automatic water spray system protection for acetylene cylinder

charging manifolds and cylinder storage areas shall be determined by the building code. Where automatic water spray systems are
installed, they shall be in accordance with NFPA 15, Standard for Water Spray Fixed Systems for Fire Protection.

(s) Amend section 9-2.4 to read as follows: Fire protection equipment shall be conspicuously identified and located so that
it is readily visible and accessible in an emergency. Fire hose connections and sprinkler actuation valves shall be located so that they
can be operated from outdoors or at an exit.

(t) Amend section 9-2.5 to read as follows: Each plant shall have a written emergency procedure and shall conduct periodic
fire drills.

(u) Chapter 11 and the appendices are not adopted as part of this code and are intended for use as a guide, and the standards
referenced therein are not enforceable as part of this code. (Fire Prevention and Building Safety Commission; 675 IAC 22-2.2-11;
filed Aug 28, 1998, 5:02 p.m.: 22 IR 104; errata filed Jun 21, 1999, 3:33 p.m.: 22 IR 3419; readopted filed Aug 23, 2004, 1:20 p.m.:
28 IR 324)

675 IAC 22-2.2-12 NFPA 51B; standard for fire prevention in use of cutting and welding processes (Repealed)

Sec. 12. (Repealed by Fire Prevention and Building Safety Commission; filed Aug 23, 2006, 4:03 p.m.: 20060906-IR-
675050104FRA)

675 IAC 22-2.2-13 NFPA 52; standard for compressed natural gas (CNG) vehicular fuel systems (Repealed)

Sec. 13. (Repealed by Fire Prevention and Building Safety Commission; filed Aug 23, 2006, 4:03 p.m.: 20060906-IR-
675050104FRA)

675 IAC 22-2.2-14 NFPA 58; standard for the storage and handling of liquefied petroleum gases
Authority: IC 22-13-2-2
Affected: IC 22-11-15; IC 22-12-7; IC 22-13; IC 22-14; IC 36-8-17; IC 36-8-17.5

Sec. 14. (a) That certain document, being titled NFPA 58, Liquefied Petroleum Gas Code, 2001 Edition, published by the
National Fire Protection Association (NFPA), 1 Batterymarch Park, Quincy, Massachusetts 02269-9101, be and same is hereby
adopted by reference, as if fully set out in this section except as revised hereafter.

(b) The following documents referenced in NFPA 58 are not adopted, are not enforceable, and are for information purposes
only:

(1) NFPA 30.
(2) NFPA 37.
(3) NFPA 54.
(4) NFPA 61B.
(5) NFPA 82.
(6) NFPA 96.
(7) NFPA 101.
(8) NFPA 251.
(9) NFPA 302.
(10) NFPA 501A.
(11) NFPA 501C.
(12) NFPA 505.
(13) API-ASME Code for Unfired Pressure Vessels for Petroleum Liquids and Gases.
(14) API 620.
(15) ASCE 7.
(16) ASME Boiler and Pressure Vessels Code.
(17) ASME B31.3.
(18) ASME B36.10M.
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(19) ASTM A47.
(20) ASTM A48.
(21) ASTM A53.
(22) ASTM A106.
(23) ASTM A395.
(24) ASTM A513.
(25) ASTM A536.
(26) ASTM A539.
(27) ASTM B42.
(28) ASTM B43.
(29) ASTM B86.
(30) ASTM B88.
(31) ASTM B135.
(32) ASTM B280.
(33) ASTM D2513.
(34) ASTM D2683.
(35) ASTM D3261.
(36) ASTM F1055.
(37) AWS Z49.1.
(38) ANSI/CGA C-4.
(39) Title 49, Code of Federal Regulations.
(40) UL 132.
(41) UL 144.
(42) UL 147A.
(43) UL 147B.
(44) UL 567.
(c) The following documents referenced in NFPA 58 are adopted and are enforceable:
(1) NFPA 10 adopted in section 3 of the rule.
(2) NFPA 15 adopted in section 4 of this rule.
(3) NFPA 50B adopted in section 9 of this rule.
(4) NFPA 51 adopted in section 10 of this rule.
(5) NFPA 51B adopted in section 12 of this rule.
(6) NFPA 59 adopted in section 13 of this rule.
(7) NFPA 86 adopted in section 18 of this rule.
(d) “NOTES” that are not a part of a table, figure, or graph are not enforceable as part of this code.
(e) Amend section 1.1.1(1) to read as follows: Containers, piping, and associated equipment for supplying LP gas as a fuel

up to the point of delivery into a building as defined in section 1.7.52.2.
(f) Amend section 1.1.1(3) to read as follows: (c) Marine and pipeline terminals, natural gas processing plants, refineries, or

tank farms (“tank farm” storage at industrial locations) is covered by this standard.
(g) Amend section 1.1.2(5) to read as follows: (e) LP-gas used with oxygen shall comply with the Indiana Fire Code (675

IAC 22).
(h) Delete section 1.1.2(8).
(i) Delete section 1.1.3 and substitute: See 675 IAC 12-6.
(j) In section 1.1.4, delete everything after the first sentence.
(k) Delete section 1.4.
(l) In section 1.6, add the following to the last sentence: “in accordance with approved methods”.
(m) In section 1.7, amend the following definitions:
1.7.6 APPROVED means, as to materials, equipment, and types of construction, acceptance by the authority having
jurisdiction by one (1) of the following methods: investigation or tests conducted by recognized authorities; or investigation
or tests conducted by technical or scientific organizations; or accepted principles. The investigation, tests, or principles shall
establish that the materials, equipment, and types of construction are safe for their intended purpose.
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1.7.11 AUTHORITY HAVING JURISDICTION means the state building commissioner, or the state fire marshal, or officer
of a local unit of government empowered by law to administer and enforce the rules of the commission.
1.7.19 CYLINDER means a portable container constructed to DOT (formerly ICC) cylinder specifications or, in some cases,
constructed in accordance with the ASME Code of a similar size and for similar service. The maximum size permitted under
DOT specifications is one thousand (1,000) pounds (four hundred fifty-four (454) kilograms) water capacity, four hundred
twenty (420) pounds PROPANE (one hundred (100) gallons).
1.7.23 Amend the definition of DISPENSING STATION by adding a second sentence to read as follows: The public is not
to be permitted access to the dispensing station area.
1.7.37 LABELED means equipment or materials to which has been attached a label, symbol, or other identifying mark of an
organization engaged in product evaluation, that maintains periodic inspection of production of labeled equipment or
materials, and by whose labeling the manufacturer indicates compliance with appropriate standards or performance in a
specified manner.
1.7.39 LISTED means equipment or materials included in a list published by an organization engaged in product evaluation,
that maintains periodic inspection of production of listed equipment or materials, and whose listing states either that the
equipment or material meets appropriate standards or has been tested and found suitable for use in a specified manner.
1.7.66 Amend the definition of SPECIAL PROTECTION by adding the following: When required by this standard, special
protection is allowed to consist of any of the following: applied insulated coatings, mounding, burial, water spray fixed
systems, or fixed monitor nozzles meeting the criteria specified in this standard (see section 3.10.3), or by other means
approved for this purpose.
(n) In section 1.7, add the following definitions to read:
1.7.11.5 BUILDING CODE means the Indiana Building Code in effect in Indiana at the time of construction, remodeling,
alteration, addition, or repair of the structure.
1.7.24.4 ELECTRICAL CODE means the Indiana Electrical Code in effect in Indiana at the time of construction, remodeling,
alteration, addition, or repair of the structure.
1.7.24.8 FIRE CODE means the Indiana Fire Code (675 IAC 22).
1.7.34.6 INSPECTION AUTHORITY means the state fire marshal, or the fire chief, or the state building commissioner, or
the local building official, or their authorized representative.
1.7.47.1 NFPA 70 means the Indiana Electrical Code (675 IAC 17).
1.7.40.5 MECHANICAL CODE means the mechanical code in effect in Indiana at the time of construction, remodeling,
alteration, addition, or repair of the structure.
1.7.52.5 PLUMBING CODE means the plumbing code in effect in Indiana at the time of construction, remodeling, alteration,
addition, or repair of the structure.
1.7.52.8 POINT OF DELIVERY means the outlet of the first stage pressure regulator that provides untilization [sic.] pressure,
exclusive of line gas regulators, in the system.
(o) Amend section 2.2.1.3 to read as follows: Containers shall be listed and labeled for their intended use. (See Appendices

C and D)
(p) Amend section 2.2.1.4 to read as follows: Containers complying with 2-2.1.3 shall be permitted to be reused, reinstalled,

or continued in use as follows:
(i) A container shall not be filled if it is not suitable for continued service.
(ii) Containers that have been involved in a fire and show no distortion shall be retested using the hydrostatic test procedure
applicable at the time of original fabrication, and relabeled by the manufacturer or the manufacturer’s authorized
representative. All appurtenances shall be replaced.
(q) In section 2.2.1.5, delete the second sentence without substitution.
(r) In section 2.2.1.6(1), delete the exception.
(s) In section 2.2.1.6(2), delete “ASME or API ASME”.
(t) Amend section 2.2.2.1 to read as follows: The minimum design or service pressure of containers shall be in accordance

with their listing.
(u) Amend section 2.2.2.3(c) to read as follows: (c) Wind loading on containers shall be based on wind pressures on the

projected area as required by the building code (675 IAC 13).
(v) Amend section 2.2.2.3(d) to read as follows: (d) Seismic loading on containers shall be as required by the building code

(675 IAC 13).
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(w) In section 2.2.5.3, amend the first sentence to read as follows: Containers to be used as portable storage containers (see
definition) for temporary stationary service shall comply with the following (this shall apply to movable fuel storage tenders,
including farm carts):.

(x) In section 2.3.1.2, amend the first sentence by deleting “suitable” and substituting “listed”.
(y) Delete section 2.3.2.3 and substitute the following: American Society of Mechanical Engineers (ASME) containers for

LP-gas shall be equipped with listed direct spring-loaded relief valves installed in accordance with manufacturer’s recommendations.
The start-to-leak setting of such pressure relief valves with relation to the design pressure of the container shall be in accordance
with Table 2.3.2.3.

EXCEPTION: On containers of forty thousand (40,000) gallon (one hundred fifty-one (151) m3) water capacity or more, a
pilot-operated pressure relief valve in which the relief device is combines with and is controlled by a self-actuated, direct,
spring-loaded pilot valve shall be permitted to be used provided it complies with Table 2.3.2.3 listed, is inspected and
maintained in accordance with manufacturer’s recommendations, and is tested for proper operation at intervals not exceeding
five (5) years.
(z) Amend section 2.4.1.2 to read as follows: Piping, pipe, and tubing fittings and valves used to supply utilization equipment

shall be in accordance with the Mechanical Code (675 IAC 18).
(aa) Amend section 2.4.1.3(2) to read as follows: Pipe and tubing or shall be of material which has been approved for its

intended use.
(bb) Amend section 2.4.6.1 to read as follows: Hose, hose connections, and flexible connectors (*see definition) shall be listed

for use with LP-gas both as liquid and vapor. If wire braid is used for reinforcement, it shall be of corrosion-resistant material.
(cc) Amend the title of section 2.6 to read “APPLIANCES IN BUILDINGS.”.
(dd) Amend section 2.6.1 to read as follows: Approved appliances: See the Mechanical Code (675 IAC 18).
(ee) Amend section 3.2.2.2 by deleting the word “important” and the phrase “that can be built upon”.
(ff) Amend section 3.2.2.6 by deleting the last sentence and substituting the following: Horizontal separation is not required

between aboveground LP-gas containers and underground tanks containing flammable or combustible liquids installed in accordance
with the Indiana Fire Code (675 IAC 22).

(gg) Amend section 3.2.2.6(f) to read as follows: (f) The minimum separation between LP-gas containers and oxygen or
gaseous hydrogen containers shall be in accordance with Table 3.2.2.6(f) except that lesser distances are allowed where protective
structures interrupt the line of sight between uninsulated portions of the oxygen or hydrogen containers and the LP-gas containers.
The minimum separation between LP-gas containers and liquefied hydrogen containers shall be in accordance with the Indiana fire
code (675 IAC 22).

(hh) Amend section 3.2.2.6(h) by adding a second sentence to read as follows: See Appendix II-B of the fire code.
(ii) Delete section 3.2.10 in its entirety.
(jj) Delete section 3.2.16.4 in its entirety.
(kk) Amend section 3.2.18.4 to read as follows: Emergency remote shutdown stations shall be clearly identified by a sign

printed in block letters of not less than two (2) inches (fifty-one (51) millimeters) in height on a background of contrasting colors
to the letters. The sign shall be visible from the point of transfer.

(ll) Amend section 3.3.3.7 to read as follows: Liquid inlet piping to the bulk plant storage facility shall be designed to prevent
debris from entering the system.

(mm) Delete section 3.4.3.8 in its entirety.
(nn) Amend section 3.4.9.1 to read as follows: Containers are allowed to be installed on noncombustible roofs of buildings

constructed as required for an occupancy separation having a fire-resistive rating of not less than the following:
Groups B, F, M, and S Occupancies, Two Hours
All other occupancies, Four Hours

EXCEPTION: When the quantity of gas does not exceed sixty (60) gallons (two hundred twenty-seven and one-tenth
(227.1) L), a noncombustible roof without a fire-resistive rating is allowed.

(oo) Amend section 3.6.2.6 by deleting subsection (a) and substituting subsection (b) as (a).
(pp) Amend section 3.10.2.2 to read as follows: Fire protection shall be provided for installations of ASME containers with

an aggregate water capacity of more than four thousand (4,000) gallons (fifteen and one-tenth (15.1) m3). The mode of such
protection shall be determined through a written fire safety analysis for new installations. A written fire safety analysis may be
prepared by company risk management personnel, insurance company loss control representatives, LP gas industry consultants, or
other competent persons. Nothing in this section shall preclude the use of an industry-accepted checklist or the written results of
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a preplanning inspection conducted by the local fire department under IC 36-8-17.5 to satisfy the requirements that a written analysis
be prepared. Nothing in this section shall require that such written plans must be stamped or certified by a professional engineer or
submitted to any governmental agency.

(qq) Add a section 4.2.2.1.1 to read as follows: 4.2.2.1.1 Containers to be Filled. Containers shall be filled only by the owner
or upon the owners’ authorizations in accordance with IC 22-11-15.

(rr) Delete the text of Chapter 7 and substitute as follows: 7.1 See the Building Code (675 IAC 13).
(ss) In the first sentence of section 9.1.3.2, delete “ICBO Uniform” and add “(675 IAC 13)” after “:building code”.
(tt) In section 9.1.3.2, delete the second sentence without substitution.
(uu) Chapter 13 and the appendices are not adopted as part of this code and are intended for use as a guide, and the standards

referenced therein are not enforceable as part of this code. (Fire Prevention and Building Safety Commission; 675 IAC 22-2.2-14;
filed Aug 28, 1998, 5:02 p.m.: 22 IR 109; errata filed Jun 21, 1999, 3:33 p.m.: 22 IR 3420; filed Dec 13, 2002, 3:45 p.m.: 26 IR
1553)

675 IAC 22-2.2-15 NFPA 59; standard for storage and handling of liquefied petroleum gases at utility gas plants
(Repealed)

Sec. 15. (Repealed by Fire Prevention and Building Safety Commission; filed Aug 23, 2006, 4:03 p.m.: 20060906-IR-
675050104FRA)

675 IAC 22-2.2-16 NFPA 59A; standard for production, storage, and handling of liquefied natural gas (LNG)
(Repealed)

Sec. 16. (Repealed by Fire Prevention and Building Safety Commission; filed Aug 23, 2006, 4:03 p.m.: 20060906-IR-
675050104FRA)

675 IAC 22-2.2-17 NFPA 72; national fire alarm code (Repealed)

Sec. 17. (Repealed by Fire Prevention and Building Safety Commission; filed Aug 23, 2006, 4:03 p.m.: 20060906-IR-
675050104FRA)

675 IAC 22-2.2-18 NFPA 86; standard for ovens and furnaces (Repealed)

Sec. 18. (Repealed by Fire Prevention and Building Safety Commission; filed Aug 23, 2006, 4:03 p.m.: 20060906-IR-
675050104FRA)

675 IAC 22-2.2-19 NFPA 231; standard for general storage (Repealed)

Sec. 19. (Repealed by Fire Prevention and Building Safety Commission; filed Nov 14, 2001, 4:55 p.m.: 25 IR 1176)

675 IAC 22-2.2-20 NFPA 231C; standard for rack storage of materials (Repealed)

Sec. 20. (Repealed by Fire Prevention and Building Safety Commission; filed Nov 14, 2001, 4:55 p.m.: 25 IR 1176)

675 IAC 22-2.2-21 NFPA 385; standard for tank vehicles for flammable and combustible liquids (Repealed)

Sec. 21. (Repealed by Fire Prevention and Building Safety Commission; filed Aug 23, 2006, 4:03 p.m.: 20060906-IR-
675050104FRA)

675 IAC 22-2.2-22 NFPA 386; standard for portable shipping tanks for flammable and combustible liquids
Authority: IC 22-13-2-2
Affected: IC 22-12-7; IC 22-13-2; IC 22-14; IC 36-8-17
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Sec. 22. (a) That certain document, being titled NFPA 386–Standard for Portable Shipping Tanks for Flammable and
Combustible Liquids, 1990 Edition, published by the National Fire Protection Association (NFPA), 1 Batterymarch Park, Quincy,
Massachusetts 02269-9101, be and the same is hereby adopted by reference, as if fully set out in this section except as revised
hereafter.

(b) The following documents referenced in NFPA 386 are not adopted, are not enforceable, and a [sic., are] for information
purposes only:

(1) NFPA 512.
(2) ASTM B-209-98.
(3) ASTM BD-5-86.
(4) ASTM D-56-87.
(5) ASTM D-93-85.
(6) ASTM D-323-82.
(c) “NOTES” that are not a part of a table, figure, or graph are not enforceable as part of this code.
(d) Amend section 1-2 by:
(1) Amending the following definitions:

AUTHORITY HAVING JURISDICTION means the state building commissioner, state fire marshal, or officer of a local
unit of government empowered by law to administer and enforce the rules of the commission.
LABELED means equipment or materials to which has been attached a label, symbol, or other identifying mark of an
organization engaged in product evaluation, that maintains periodic inspection of production of labeled equipment or
materials, and by whose labeling the manufacturer indicates compliance with appropriate standards or performance in
a specified manner.
LISTED means equipment or materials included in a list published by an organization engaged in product evaluation,
that maintains periodic inspection of production of listed equipment or materials, and whose listing states either that the
equipment or material meets appropriate standards or has been tested and found suitable for use in a specified manner.

(2) Adding the following definitions to section 1-2:
INDIANA FIRE CODE means the Uniform Fire Code, 1997 Edition, Volumes 1 and 2 as adopted by reference in
section 1 of this rule.
NFPA 30 means the Indiana Fire Code.
NFPA 70 means the Indiana Electrical Code (675 IAC 17).

(e) Amend section 2-1.1 to read as follows: Portable shipping tanks shall be of all welded construction and listed and labeled.
(f) Amend section 2-1.3 by deleting everything after the first sentence.
(g) Amend section 2-4.1 by deleting everything after the word “integrity”.
(h) Amend section 3-1.1 to read as follows: All valves, piping, and appurtenances shall be listed for their use and shall be

attached to the tank.
(i) Delete section 4-3.1 without substitution.
(j) Amend section 4-3.3 to read as follows: Vehicles transporting one (1) or more tanks shall be equipped with at least one (1)

approved fire extinguisher.
(k) Chapter 5 is not adopted as part of this code and is intended for use as a guide, and the standards referenced therein are

not enforceable as part of this code. (Fire Prevention and Building Safety Commission; 675 IAC 22-2.2-22; filed Aug 28, 1998, 5:02
p.m.: 22 IR 120; errata filed Jun 21, 1999, 3:33 p.m.: 22 IR 3420; readopted filed Aug 23, 2004, 1:20 p.m.: 28 IR 324)

675 IAC 22-2.2-23 NFPA 407; standard for aircraft fuel servicing (Repealed)

Sec. 23. (Repealed by Fire Prevention and Building Safety Commission; filed Aug 23, 2006, 4:03 p.m.: 20060906-IR-
675050104FRA)

675 IAC 22-2.2-24 NFPA 704; standard system for the identification of the fire hazards of materials for emergency
response (Repealed)

Sec. 24. (Repealed by Fire Prevention and Building Safety Commission; filed Aug 23, 2006, 4:03 p.m.: 20060906-IR-
675050104FRA)
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675 IAC 22-2.2-25 NFPA 1123; code for public display of fireworks (Repealed)

Sec. 25. (Repealed by Fire Prevention and Building Safety Commission; filed Aug 23, 2006, 4:03 p.m.: 20060906-IR-
675050104FRA)

675 IAC 22-2.2-26 NFPA 1126; use of pyrotechnics before a proximate audience
Authority: IC 22-11-14.5-3; IC 22-13-2-2; IC 22-13-2-13
Affected: IC 22-11-14-4; IC 22-12; IC 22-13; IC 22-14

Sec. 26. (a) That certain document, being titled the NFPA 1126, Standard for the Use of Pyrotechnics before a Proximate
Audience, 2001 edition, published by the National Fire Protection Association, 1 Batterymarch Park, Quincy, Massachusetts 02269,
is hereby incorporated by reference as if fully set out in this rule save and except those revisions made in this rule.

(b) This rule is available for reference and review at the Fire and Building Services Department, Indiana Government Center-
South, 402 West Washington Street, W246, Indianapolis, Indiana 46204.

(c) NFPA 10, NFPA 101, NFPA 160, NFPA 495, NFPA 1122, NFPA 1123, NFPA 1125, and NFPA 1127 are:
(1) not adopted;
(2) not enforceable; and
(3) referenced for informational purposes only.
(d) Amend section 1.1 to delete “or outdoors” in the first sentence.
(e) Delete section 1.1.1 in its entirety.
(f) Delete section 1.1.4 in its entirety.
(g) Amend section 1.1.13 to read as follows: 1.1.13 Facilities in or at which pyrotechnics are to be used or stored shall comply

with the applicable rules of the Fire Prevention and Building Safety Commission.
(h) Amend section 1.1.15 to read as follows: 1.1.15 This standard shall not apply to the manufacture of model rocket and high

power rocket motors.
(i) Amend section 1.1.17 to read as follows: This standard shall not apply to the sale and use of model rockets and model rocket

motors.
(j) Amend section 1.1.18 to read as follows: This standard shall not apply to the sale and use of high power sport rockets and

high power sport rocket motors.
(k) Amend section 1.2.1 to delete “outdoors” at the end of the section.
(l) Delete section 1.2.1.1 in its entirety.
(m) Delete section 1.2.1.2 in its entirety.
(n) Delete section 1.4 in its entirety.
(o) Amend section 1.5 to delete the second sentence.
(p) Amend section 1.5.1 to read as follows: Aerial Shell. A cylindrical or spherical cartridge containing pyrotechnic material,

a long fuse or electric match wires, and a black powder lift charge.
(q) Amend section 1.5.6 to read as follows: Authority Having Jurisdiction. The chief of the responding fire department of the

location proposed for the display of indoor pyrotechnics or the chief’s designee.
(r) Amend section 1.5.35 to read as follows: Listed. Equipment or materials included on a list published by an approved testing

laboratory, inspection agency, or other organization concerned with current product evaluation that maintains periodic inspection
of production of listed equipment or materials, and whose listing states that equipment or materials comply with approved nationally
recognized standards and have been tested or evaluated and found suitable for use in a specified manner.

(s) Amend section 1.5.36 to read as follows: Magazine. Any building, structure, or indoor container used for the storage of
explosives.

(t) Amend section 1.5.41 to read as follows: Performance. The event before, during, or after which pyrotechnics are used.
(u) Amend section 1.5.42 to read as follows: Performer. Any person in a performance who is not part of the audience or support

personnel.
(v) Delete section 1.5.43 in its entirety.
(w) Amend section 1.5.45 to read as follows: Producer. An individual who has overall responsibility for the operation and

management of the performance.
(x) Amend section 1.5.46 to read as follows: Production. All the occurrences of a performance. There are two types of
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productions: fixed and touring.
(y) Amend 1.5.47 to read as follows: Proximate Audience. An audience closer to pyrotechnic devices than permitted by NFPA

1123 as adopted by the commission.
(z) Amend section 1.5.50 to read as follows: Pyrotechnic Operator (Special Effects Operator). The individual who has

responsibility for pyrotechnic safety and who controls or initiates the use of pyrotechnic materials at a performance.
(aa) Delete chapter 2 in its entirety.
(bb) Delete chapter 3 in its entirety.
(cc) Amend section 4.1.1 to read as follows: The pyrotechnic operator shall provide to the authority having jurisdiction:
(1) evidence of insurance that has been issued to the pyrotechnic operator that provides general liability coverage of at least
five hundred thousand dollars ($500,000) for the injury or death of any number of persons in any one (1) occurrence and five
hundred thousand dollars ($500,000) for property damage in any one (1) occurrence by an intended display of indoor
pyrotechnics arising from any acts of the pyrotechnic operator or the pyrotechnic operator’s agents, employees, or
subcontractors; and
(2) at least twenty four (24) hours before the time of the display, written notice of the intended display and to include with the
written notice a certification that the display will be made in accordance with:

(A) the rules adopted under IC 22-11-14.5-3; and
(B) any ordinance or resolution adopted under IC 22-11-14-4.

(dd) Amend section 4.2.1 to read as follows: Before any performance, the pyrotechnic operator shall submit a plan for the use
of pyrotechnics to the authority having jurisdiction.

(ee) Amend section 4.2.2 to read as follows: The pyrotechnic operator shall keep the plan available at the site for safety
inspectors or other designated agents of the authority having jurisdiction.

(ff) Amend section 4.2.3 to read as follows: Any addition of pyrotechnics to a performance or any significant change in the
presentation of pyrotechnics shall be approved by the authority having jurisdiction prior to such addition or significant change.

(gg) Amend section 4.3.1 to read as follows: The plan for the use of pyrotechnics shall be made in writing.
(hh) Amend section 4.3.2(d) to read as follows: Name of the pyrotechnic operator.
(ii) Amend section 4.3.2(i) to read as follows: Evidence of the pyrotechnic operator’s insurance carrier or financial

responsibility.
(jj) Amend section 4.3.3 to read as follows: All plans shall be submitted as soon as is possible so that the authority having

jurisdiction has time to be present and notify other interested parties. In no event shall such advance notice be less than 24 hours.
(kk) Amend section 4.4.1 to read as follows: A walk-through and a representative demonstration of the pyrotechnics shall be

approved by the authority having jurisdiction.
(ll) Delete section 4.4.3 in its entirety.
(mm) Amend section 4.5.1 to read as follows: All pyrotechnic operators shall be at least 21 years of age.
(nn) Delete section 6.1.1.2 in its entirety.
(oo) Amend section 6.1.6, exception no. 1 to read as follows: Exception No. 1: Portions of a fire detection and life safety

system may be permitted to be interrupted during the operation of temporarily installed pyrotechnic effects when the authority having
jurisdiction imposes a fire watch consisting of at least two (2) firefighters certified by the Board of Firefighting Personnel Standards
and Education who are capable of directing the emergency evacuation of the audience, performers, and support personnel.

(pp) Delete section 6.1.6, Exception no. 2 in its entirety.
(qq) Amend section 6.2.7 to read as follows: Before firing any pyrotechnic device, the pyrotechnic operator shall prevent

unauthorized entry into the area where the special effects are to occur.
(rr) Amend section 6.3.2 to delete the exception in its entirety.
(ss) Amend section 6.3.4 to delete the exception in its entirety.
(tt) Amend section 6.4.1 to delete the exception in its entirety.
(uu) Amend section 6.5.5 to delete the exception in its entirety.
(vv) Amend section 6.7.6 to read as follows: Life safety and other systems that have been disarmed or disengaged as specified

by 6.1.6 shall be restored to normal operating condition as soon as the likelihood of false alarms from the use of pyrotechnics has
passed.

(ww) Delete Chapter 7 in its entirety.
(xx) Delete Appendix A in its entirety.
(yy) Delete Appendix B in its entirety.
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(zz) Delete Appendix C in its entirety.
(aaa) Delete Appendix D in its entirety. (Fire Prevention and Building Safety Commission; 675 IAC 22-2.2-26; filed Sep 21,

2005, 1:30 p.m.: 29 IR 487)

675 IAC 22-2.2-27 (Reserved)

675 IAC 22-2.2-28 Section 101.2; scope (Repealed)

Sec. 28. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-29 Section 101.3; subjects not specifically regulated by this code (Repealed)

Sec. 29. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-30 Section 101.4; supplemental rules and regulations (Repealed)

Sec. 30. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-31 Section 101.5; liability (Repealed)

Sec. 31. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-32 Section 101.9; amendments (Repealed)

Sec. 32. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-33 Section 102.1; existing conditions (Repealed)

Sec. 33. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-34 Section 103.1.1; technical assistance (Repealed)

Sec. 34. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-35 Section 103.1.2; alternate materials and methods (Repealed)

Sec. 35. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-36 Section 103.1.3; practical difficulties (Repealed)

Sec. 36. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-37 Section 103.1.4; appeals (Repealed)

Sec. 37. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-38 Section 103.1.5; appendix (Repealed)

Sec. 38. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-39 Section 103.2.1.1; general (Repealed)
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Sec. 39. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-40 Section 103.2.1.2; fire prevention bureau personnel and police (Repealed)

Sec. 40. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-41 Section 103.2.2; organization of the fire prevention bureau (Repealed)

Sec. 41. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-42 Section 103.3; inspection (Repealed)

Sec. 42. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-43 Section 103.4; enforcement (Repealed)

Sec. 43. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-44 Section 104.2; investigation (Repealed)

Sec. 44. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-45 Section 104.3; records and reports (Repealed)

Sec. 45. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-46 Section 105; permits (Repealed)

Sec. 46. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-47 Section 202-A; definitions “A” (Repealed)

Sec. 47. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-48 Section 203-B; definitions “B” (Repealed)

Sec. 48. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-49 Section 204-C; definitions “C” (Repealed)

Sec. 49. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-49.5 Definitions “C” (Repealed)

Sec. 49.5. (Repealed by Fire Prevention and Building Safety Commission; filed Mar 21, 2005, 9:15 a.m.: 28 IR 2374)

675 IAC 22-2.2-50 Section 206-E; definitions “E” (Repealed)

Sec. 50. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-51 Section 207-F; definitions “F” (Repealed)
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Sec. 51. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-52 Section 209-H; definitions “H” (Repealed)

Sec. 52. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-53 Section 210-I; definitions “I” (Repealed)

Sec. 53. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-54 Section 214-M; definitions “M” (Repealed)

Sec. 54. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-55 Section 216.O; definitions “O” (Repealed)

Sec. 55. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-56 Section 217-P; definitions “P” (Repealed)

Sec. 56. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-57 Section 218-Q; definitions “Q” (Repealed)

Sec. 57. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-58 Section 220-S; definitions “S” (Repealed)

Sec. 58. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-59 Section 221-T; definitions “T” (Repealed)

Sec. 59. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-60 Section 222-U; definitions “U” (Repealed)

Sec. 60. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-61 Section 224-W; definitions “W” (Repealed)

Sec. 61. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-62 Section 227-Z; definitions “Z” (Repealed)

Sec. 62. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-63 Section 901.2.1; permits (Repealed)

Sec. 63. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-64 Section 901.2.2.1; fire apparatus access (Repealed)
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Sec. 64. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-65 Section 901.2.2.2; fire hydrant systems (Repealed)

Sec. 65. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-66 Section 901.3; timing of installation (Repealed)

Sec. 66. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-67 Section 901.4.2; fire apparatus access roads (Repealed)

Sec. 67. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-68 Section 901.4.3; fire protection equipment and fire hydrants (Repealed)

Sec. 68. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-69 Section 901.4.4; premises identification (Repealed)

Sec. 69. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-70 Section 901.4.5; street or road signs (Repealed)

Sec. 70. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-71 Section 901.6; fire protection in recreational vehicles, mobile home and manufactured housing
parks, sales lots, and storage lots (Repealed)

Sec. 71. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-72 Section 902.2.1; required access (Repealed)

Sec. 72. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-73 Section 902.2.2.1; dimensions (Repealed)

Sec. 73. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-74 Section 902.2.2.2; surface (Repealed)

Sec. 74. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-75 Section 902.2.2.3; turning radius (Repealed)

Sec. 75. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-76 Section 902.2.2.4; dead ends (Repealed)

Sec. 76. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)



FIRE PREVENTION CODES

Indiana Administrative Code Page 71

675 IAC 22-2.2-77 Section 902.2.2.5; bridges (Repealed)

Sec. 77. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-78 Section 902.2.2.6; grade (Repealed)

Sec. 78. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-79 Section 902.2.4.1; obstruction and control of fire apparatus access, general (Repealed)

Sec. 79. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-80 Section 902.2.4.2; closure of accessways (Repealed)

Sec. 80. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-81 Section 902.3.1; required access (Repealed)

Sec. 81. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-82 Section 902.3.2; maintenance of exterior doors and openings (Repealed)

Sec. 82. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-83 Section 902.4; key boxes (Repealed)

Sec. 83. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-84 Section 903.2; required water supply for fire protection (Repealed)

Sec. 84. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-85 Section 903.3; type of water supply (Repealed)

Sec. 85. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-86 Section 903.4.2; required installations (Repealed)

Sec. 86. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-87 Section 903.4.3; protection, marking, and obstruction of hydrants (Repealed)

Sec. 87. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-88 Section 1001.3; plans (Repealed)

Sec. 88. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-89 Section 1001.4; installation acceptance testing (Repealed)

Sec. 89. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)
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675 IAC 22-2.2-90 Section 1001.5; maintenance, inspection, and testing systems out of service (Repealed)

Sec. 90. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-91 Section 1001.5.5; smoke-control systems (Repealed)

Sec. 91. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-92 Section 1001.7.2; clear space around hydrants (Repealed)

Sec. 92. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-93 Section 1001.8; marking of fire protection equipment and fire hydrants (Repealed)

Sec. 93. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-94 Section 1001.9; special hazards (Repealed)

Sec. 94. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-95 Section 1001.10; fire appliances (Repealed)

Sec. 95. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-96 Section 1002.1; portable fire extinguishers, general (Repealed)

Sec. 96. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-97 Section 1003; fire-extinguishing systems (Repealed)

Sec. 97. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-98 Section 1004; standpipes (Repealed)

Sec. 98. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-99 Section 1005; basement pipe inlets (Repealed)

Sec. 99. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-100 Section 1006.1; ventilating hood and duct systems (Repealed)

Sec. 100. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-101 Section 1006.2.1; where required (Repealed)

Sec. 101. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-102 Section 1006; protection of commercial cooking operations (Repealed)

Sec. 102. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)
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675 IAC 22-2.2-103 Section 1006.2.7; portable fire extinguishers (Repealed)

Sec. 103. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-104 Section 1006.2.8; operations and maintenance (Repealed)

Sec. 104. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-105 Section 1007.1; general (Repealed)

Sec. 105. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-106 Section 1007.2.9.2; existing Group R occupancies (Repealed)

Sec. 106. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-107 Section 1007.3.1; design standards (Repealed)

Sec. 107. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-107.1 Section 1007.3.3.3.4; visual alarms (Expired)

Sec. 107.1. (Expired under IC 4-22-2.5, effective January 1, 2005.)

675 IAC 22-2.2-108 Section 1007.3.3.4; connections to other systems (Repealed)

Sec. 108. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-109 Section 1007.3.3.6.1; monitoring, general (Repealed)

Sec. 109. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-110 Section 1007.3.3.6.2; automatic telephone dialing devices (Repealed)

Sec. 110. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-111 Section 1007.3.3.7; annunciation (Repealed)

Sec. 111. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-112 Section 1007.3.4.1; acceptance test (Repealed)

Sec. 112. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-113 Section 1007.3.4.2; certification (Repealed)

Sec. 113. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-114 Section 1007.3.4.3; instructions (Repealed)

Sec. 114. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)
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675 IAC 22-2.2-115 Section 1101.1; scope (Repealed)

Sec. 115. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-116 Section 1101.3; permits and plans (Repealed)

Sec. 116. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-117 Section 1102.2.5; discontinuance (Repealed)

Sec. 117. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-118 Section 1102.3.4; time and atmospheric restrictions (Repealed)

Sec. 118. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-119 Section 1102.3.7; attendance (Repealed)

Sec. 119. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-120 Section 1102.3.8; discontinuance (Repealed)

Sec. 120. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-121 Section 1102.4.5; discontinuance (Repealed)

Sec. 121. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-122 Section 1103.2.4; combustible vegetation (Repealed)

Sec. 122. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-123 Section 1103.3.2.2; ceiling clearance (Repealed)

Sec. 123. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-124 Section 1103.3.2.4; equipment rooms (Repealed)

Sec. 124. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-125 Section 1103.3.3.1; use of combustible decorative materials, general (Repealed)

Sec. 125. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-126 Section 1103.3.3.4; foam plastics (Repealed)

Sec. 126. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-127 Section 1103.3; storage, use, and handling of miscellaneous combustible materials (Repealed)

Sec. 127. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)
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675 IAC 22-2.2-128 Section 1103.3.5.1; location (Repealed)

Sec. 128. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-129 Section 1103.3.6.3; separation (Repealed)

Sec. 129. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-130 Section 1103.3.6.3; separation (Repealed)

Sec. 130. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-131 Section 1103.3.6; outside storage of tires (Repealed)

Sec. 131. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-132 Section 1106; gas meters and piping (Repealed)

Sec. 132. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-133 Section 1109.4.1; designated areas (Repealed)

Sec. 133. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-134 Section 1109.4.2; hazardous environmental conditions (Repealed)

Sec. 134. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-134.5 Section 1109.8.1; general (Repealed)

Sec. 134.5. (Repealed by Fire Prevention and Building Safety Commission; filed Mar 21, 2005, 9:15 a.m.: 28 IR 2374)

675 IAC 22-2.2-135 Section 1109.8.3; religious ceremonies (Repealed)

Sec. 135. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-136 Section 1109.8.4; theatrical performances (Repealed)

Sec. 136. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-137 Section 1111.2.3; identification (Repealed)

Sec. 137. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-138 Section 1202.1; adequacy of means of egress in existing occupancies, general (Repealed)

Sec. 138. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-139 Section 1202.2; abatement of buildings and structures with inadequate exits (Repealed)

Sec. 139. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)
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675 IAC 22-2.2-140 Section 1205; fire escapes (Repealed)

Sec. 140. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-141 Section 1207.3; locking devices (Repealed)

Sec. 141. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-142 Section 1210.5; enclosures (Repealed)

Sec. 142. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-143 Section 1213.2; means of egress plans (Repealed)

Sec. 143. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-144 Section 1302.1; reporting of emergencies and false alarms, general (Repealed)

Sec. 144. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-145 Section 1302.2; reporting emergencies (Repealed)

Sec. 145. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-146 Section 1303.1; emergency plans and procedures, general (Repealed)

Sec. 146. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-147 Section 1303.3.3.2; fire drills (Repealed)

Sec. 147. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-148 Section 1303.3.4.2; training (Repealed)

Sec. 148. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-149 Section 1303.3.5.2; means of egress diagrams (Repealed)

Sec. 149. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-150 Section 1303.3.5.2; sign (Repealed)

Sec. 150. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-151 Section 1303.3.5.3.1; fire emergency guide for apartment buildings, general (Repealed)

Sec. 151. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-152 Section 1303.3.6; Group R, Division 4 occupancies (Repealed)

Sec. 152. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)
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675 IAC 22-2.2-153 Section 1303.4.1; emergency plans, general (Repealed)

Sec. 153. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-154 Section 1303.4.2; review (Repealed)

Sec. 154. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-155 Section 1303.5; employee duties, assignments, and training (Repealed)

Sec. 155. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-156 Section 1303.5; employee duties, assignment, and training (Repealed)

Sec. 156. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-157 Section 1303.6; fire drills (Repealed)

Sec. 157. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-158 Section 2401.2; permits (Repealed)

Sec. 158. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-159 Section 2401.4; transferring fuel (Repealed)

Sec. 159. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-160 Section 2401.5; application of flammable and combustible liquid finishes (Repealed)

Sec. 160. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-161 Section 2401.12; combustible storage (Repealed)

Sec. 161. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-162 Section 2401.13.1; portable fire extinguishers, general (Repealed)

Sec. 162. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-163 Section 2402.5.2; garaging (Repealed)

Sec. 163. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-164 Section 2402.6; conditions of equipment (Repealed)

Sec. 164. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-165 Section 2403.1; general (Repealed)

Sec. 165. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)
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675 IAC 22-2.2-166 Section 2501.3; permits and plans (Repealed)

Sec. 166. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-167 Section 2501.4.2; communication (Repealed)

Sec. 167. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-168 Section 2501.4; supervision and communication system (Repealed)

Sec. 168. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-169 Section 2501.5; decorative materials (Repealed)

Sec. 169. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-170 Section 2501.14; plan of exit ways and aisles (Repealed)

Sec. 170. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-171 Section 2501.16.2; determination of occupant load (Repealed)

Sec. 171. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-172 Section 2501.16.3; overcrowding (Repealed)

Sec. 172. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-173 Section 2501.18; standby personnel (Repealed)

Sec. 173. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-174 Section 2504.2.2.1; vehicular traffic (Repealed)

Sec. 174. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-175 Section 2504.3.1; concession stands, general (Repealed)

Sec. 175. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-176 Section 2504.4.1; internal combustion power source, general (Repealed)

Sec. 176. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-177 Section 2504.4.2; fueling (Repealed)

Sec. 177. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-178 Section 2504; outdoor carnivals and fairs (Repealed)

Sec. 178. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)
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675 IAC 22-2.2-179 Section 2504; outdoor carnivals and fairs (Repealed)

Sec. 179. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-180 Section 2505.2; displays (Repealed)

Sec. 180. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-181 Section 2505.2.3.2; quantity limit (Repealed)

Sec. 181. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-182 Section 2505.3; competitions and demonstrations (Repealed)

Sec. 182. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-183 Section 2506; haunted houses and similar temporary installations (Repealed)

Sec. 183. (Repealed by Fire Prevention and Building Safety Commission; filed Mar 21, 2005, 9:15 a.m.: 28 IR 2374)

675 IAC 22-2.2-184 Section 2602; permits (Repealed)

Sec. 184. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-185 Section 2703; permits (Repealed)

Sec. 185. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-186 Section 2705; storage and handling (Repealed)

Sec. 186. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-187 Section 2706; fire protection equipment (Repealed)

Sec. 187. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-188 Section 2803; permits (Repealed)

Sec. 188. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-189 Section 2901.2; permits (Repealed)

Sec. 189. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-190 Section 2904; repair of fuel tanks (Repealed)

Sec. 190. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-191 Section 2905; housekeeping (Repealed)

Sec. 191. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)
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675 IAC 22-2.2-192 Section 3003; permits (Repealed)

Sec. 192. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-193 Section 3004.4.2; access plan (Repealed)

Sec. 193. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-194 Section 3006.5; emergency plan (Repealed)

Sec. 194. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-195 Section 3008.6; static pile protection (Repealed)

Sec. 195. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-196 Section 3008.10; emergency plan (Repealed)

Sec. 196. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-197 Section 3203; permits (Repealed)

Sec. 197. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-198 Section 3204; use period (Repealed)

Sec. 198. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-199 Section 3211.5; aisles (Repealed)

Sec. 199. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-200 Section 3212; maintenance of means of egress (Repealed)

Sec. 200. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-201 Section 3215.2; fireworks, open flames, and hot objects (Repealed)

Sec. 201. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-202 Section 3216.1; cooking and heating, general (Repealed)

Sec. 202. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-203 Section 3221.3; storage (Repealed)

Sec. 203. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-204 Section 3302; permits (Repealed)

Sec. 204. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)
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675 IAC 22-2.2-205 Section 3304; storage and handling (Repealed)

Sec. 205. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-206 Section 3403; permits (Repealed)

Sec. 206. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-207 Section 3409; burning operations (Repealed)

Sec. 207. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-208 Section 3410.3; mitigation for vehicle fluid leaks (Repealed)

Sec. 208. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-209 Section 3503; permits (Repealed)

Sec. 209. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-210 Section 3504.3; fueled equipment (Repealed)

Sec. 210. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-211 Section 3504.4; hazardous materials (Repealed)

Sec. 211. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-212 Section 3601.3; permits (Repealed)

Sec. 212. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-213 Section 3601.5.1; changes in class (Repealed)

Sec. 213. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-214 Section 3602.2.3; exhaust ventilation systems (Repealed)

Sec. 214. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-215 Section 3603.11; drying tumblers and cabinets (Repealed)

Sec. 215. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-216 Article 37; fire safety in race track stables (Repealed)

Sec. 216. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-217 Section 4501.3; permits (Repealed)

Sec. 217. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)



FIRE PREVENTION CODES

Indiana Administrative Code Page 82

675 IAC 22-2.2-218 Section 4502.1; location of spray-finishing operations (Repealed)

Sec. 218. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-219 Section 4502.2.7; separation (Repealed)

Sec. 219. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-220 Section 4502.5.5; duct material and termination point (Repealed)

Sec. 220. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-221 Section 4502.6.1; limited spraying areas, general (Repealed)

Sec. 221. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-221.5 Section 4503; dipping operations (Repealed)

Sec. 221.5. (Repealed by Fire Prevention and Building Safety Commission; filed Mar 21, 2005, 9:15 a.m.: 28 IR 2374)

675 IAC 22-2.2-222 Section 4602; permits (Repealed)

Sec. 222. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-223 Section 4603.1; use of ethylene, general (Repealed)

Sec. 223. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-224 Section 4702; permits (Repealed)

Sec. 224. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-225 Section 4704; notification of fumigation (Repealed)

Sec. 225. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-226 Section 4802; permits (Repealed)

Sec. 226. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-227 Section 4901.3; permits (Repealed)

Sec. 227. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-228 Section 4901.5.2; prohibited areas (Repealed)

Sec. 228. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-229 Section 5003; permits (Repealed)

Sec. 229. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)
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675 IAC 22-2.2-230 Section 5101.3; existing buildings and existing fabrication areas (Repealed)

Sec. 230. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-231 Section 5101.5; permits (Repealed)

Sec. 231. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-232 Section 5101.8; construction requirements (Repealed)

Sec. 232. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-233 Section 5101.9.1.1; plans and diagrams (Repealed)

Sec. 233. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-234 Section 5101.9.1.2; plans updating (Repealed)

Sec. 234. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-235 Section 5101.9.1.3; emergency response team (Repealed)

Sec. 235. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-236 Section 5101.10.2; manual fire alarm system (Repealed)

Sec. 236. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-237 Section 5101.10.3.2.1; service corridors (Repealed)

Sec. 237. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-238 Section 5101.12.2; where required (Repealed)

Sec. 238. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-239 Section 5103.2.3.2; protection of vessels (Repealed)

Sec. 239. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-240 Section 5201.3.1; permits (Repealed)

Sec. 240. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-240.1 Section 5201.3.2; plans and specifications (Expired)

Sec. 240.1. (Expired under IC 4-22-2.5, effective January 1, 2005.)

675 IAC 22-2.2-241 Section 5201.5.1; protection of dispensers (Repealed)

Sec. 241. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)
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675 IAC 22-2.2-241.1 Section 5201.5.3; emergency shutdown devices (Expired)

Sec. 241.1. (Expired under IC 4-22-2.5, effective January 1, 2005.)

675 IAC 22-2.2-242 Section 5201.6.2; attendants (Repealed)

Sec. 242. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-243 Section 5202.3.3; fueling from portable tanks (Repealed)

Sec. 243. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-243.1 Section 5202.3.4; storage tanks at bulk plants (Expired)

Sec. 243.1. (Expired under IC 4-22-2.5, effective January 1, 2005.)

675 IAC 22-2.2-244 Section 5202.3.9; inventory control (Repealed)

Sec. 244. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-245 Section 5202.4.1; aboveground tanks (Repealed)

Sec. 245. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-245.2 Section 5202.4.4.2; nozzles (Repealed)

Sec. 245.2. (Repealed by Fire Prevention and Building Safety Commission; filed Mar 21, 2005, 9:15 a.m.: 28 IR 2374)

675 IAC 22-2.2-245.5 Section 5202.4.8; special-type dispensers (Repealed)

Sec. 245.5. (Repealed by Fire Prevention and Building Safety Commission; filed Mar 21, 2005, 9:15 a.m.: 28 IR 2374)

675 IAC 22-2.2-246 Section 5202.5.1; pressure delivery motor vehicle fuel-dispensing stations, general (Repealed)

Sec. 246. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-247 Section 5202.5.2; pits (Repealed)

Sec. 247. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-248 Section 5202.6.3; classified area (Repealed)

Sec. 248. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-249 Section 5202.10.1; motor vehicle fuel-dispensing stations located inside buildings, general
(Repealed)

Sec. 249. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-250 Section 5202.11.3.5; flexible connections (Repealed)
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Sec. 250. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-251 Section 5202.11.4.2; location of tanks and pumps (Repealed)

Sec. 251. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-252 Section 5202.11.4.6; liquefied petroleum gas (Repealed)

Sec. 252. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-253 Section 5202.13.2.1; dispensing devices (Repealed)

Sec. 253. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-254 Section 5202.13.3.2; location (Repealed)

Sec. 254. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-255 Section 5202.13.3.3; installation (Repealed)

Sec. 255. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-256 Section 5202.13.3.12; site control (Repealed)

Sec. 256. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-257 Section 5202.13.4; maintenance, tests, and inspection (Repealed)

Sec. 257. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-258 Section 5203; liquefied petroleum gas motor vehicle fuel-dispensing stations (Repealed)

Sec. 258. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-259 Section 5204.6; private fueling of motor vehicles (Repealed)

Sec. 259. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-260 Section 5204.10.2.2; use-closed transfer system (Repealed)

Sec. 260. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-261 Section 5204.10.2.3.1; plans and specifications (Repealed)

Sec. 261. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-262 Section 5204; compressed natural gas motor vehicle fuel-dispensing stations (Repealed)

Sec. 262. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-263 Section 6103; permits (Repealed)
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Sec. 263. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-264 Section 6106.3; location (Repealed)

Sec. 264. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-265 Section 6202; permits and plans (Repealed)

Sec. 265. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-266 Section 6301; scope (Repealed)

Sec. 266. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-267 Section 6304; permits and plans (Repealed)

Sec. 267. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-268 Section 6306; access (Repealed)

Sec. 268. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-269 Section 6310.1; refrigeration machinery room, when required (Repealed)

Sec. 269. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-270 Section 6320.2; periodic testing (Repealed)

Sec. 270. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-271 Section 6320.4; frequency of testing (Repealed)

Sec. 271. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-272 Section 6320.5; personnel qualifications (Repealed)

Sec. 272. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-273 Section 6323; changing of refrigerant type (Repealed)

Sec. 273. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-274 Section 6324; records (Repealed)

Sec. 274. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-275 Section 6403; permits (Repealed)

Sec. 275. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-276 Section 6404.3; occupancy separations (Repealed)
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Sec. 276. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-277 Section 7401.3; permits (Repealed)

Sec. 277. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-278 Section 7401.10; service and repair (Repealed)

Sec. 278. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-279 Section 7401.12; exposure to fire (Repealed)

Sec. 279. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-280 Section 7401.15; overhead cover (Repealed)

Sec. 280. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-281 Section 7404.2.1.1; general (Repealed)

Sec. 281. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-282 Section 7501.3; permits (Repealed)

Sec. 282. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-283 Section 7501.4.2; nonstandard containers (Repealed)

Sec. 283. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-284 Section 7501.11.2; systems (Repealed)

Sec. 284. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-285 Section 7501.14; lighting (Repealed)

Sec. 285. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-286 Section 7502.3.2.2; drainage (Repealed)

Sec. 286. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-287 Section 7503.1.2; cryogenic fluid systems (Repealed)

Sec. 287. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-288 Section 7503.1.3.2; design and construction (Repealed)

Sec. 288. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-289 Section 7503.1.3.5; physical protection and support (Repealed)
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Sec. 289. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-290 Section 7502.3.1.3; drainage (Repealed)

Sec. 290. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-291 Section 7601.3; permits (Repealed)

Sec. 291. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-292 Section 7701.3.1; permits, required (Repealed)

Sec. 292. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-293 Section 7701.3.2; unsafe material or practice (Repealed)

Sec. 293. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-294 Section 7701.4; bond (Repealed)

Sec. 294. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-295 Section 7701.7.1; manufacturing (Repealed)

Sec. 295. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-296 Section 7701.7.2; limits established by law (Repealed)

Sec. 296. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-297 Section 7701.7.3; limits based on location (Repealed)

Sec. 297. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-298 Section 7701.8; seizure of explosive materials (Repealed)

Sec. 298. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-299 Section 7702.1.15; yard maintenance (Repealed)

Sec. 299. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-300 Section 7702.2.6; repackaging of damaged containers (Repealed)

Sec. 300. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-301 Section 7702.3.3; location (Repealed)

Sec. 301. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-302 Section 7702.3.10; indoor magazines (Repealed)
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Sec. 302. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-303 Section 7703.1.1; hours of operation (Repealed)

Sec. 303. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-304 Section 7703.1.6; utilities notification (Repealed)

Sec. 304. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-305 Section 7703.1.12; disposal of packaging (Repealed)

Sec. 305. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-306 Section 7703.2.1; public conveyance (Repealed)

Sec. 306. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-307 Section 7703.2.3; authorization (Repealed)

Sec. 307. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-308 Section 7703.2.5; fire extinguisher maintenance and placement (Repealed)

Sec. 308. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-309 Section 7703.2.12; transportation routes (Repealed)

Sec. 309. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-310 Section 7703.2.15; passengers (Repealed)

Sec. 310. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-311 Section 7703.3.1; quantities at terminals (Repealed)

Sec. 311. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-312 Section 7703.3.5; terminal requirements (Repealed)

Sec. 312. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-313 Section 7703.4.2; ammonium nitrate storage (Repealed)

Sec. 313. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-314 Section 7703.4.3; intraplant operations (Repealed)

Sec. 314. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-315 Section 7703.5.1; mixing facilities (Repealed)
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Sec. 315. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-316 Section 7703.5.6; disposal of oxidizer bags (Repealed)

Sec. 316. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-317 Section 7704.9.1; disposal site safeguards (Repealed)

Sec. 317. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-318 Section 7801.1; scope (Repealed)

Sec. 318. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-319 Section 7801.2.1; general (Repealed)

Sec. 319. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-320 Section 7801.3.1.1; manufacturing (Repealed)

Sec. 320. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-321 Section 7801.3.1.2; displays (Repealed)

Sec. 321. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-322 Section 7801.3.2; pyrotechnic special effects material (Repealed)

Sec. 322. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-323 Section 7802.1; general (Repealed)

Sec. 323. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-324 Section 7802.2; seizure of fireworks (Repealed)

Sec. 324. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-325 Section 7802.3; prohibition (Repealed)

Sec. 325. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-326 Section 7802.4.1; general (Repealed)

Sec. 326. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-327 Section 7802.4.2; pyrotechnic operator (Repealed)

Sec. 327. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-328 Section 7802.4.3; insurance (Repealed)
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Sec. 328. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-329 Section 7802.4.4.1; site criteria (Repealed)

Sec. 329. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-330 Table 7802.3-A; minimum mortar separation distances (Repealed)

Sec. 330. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-331 Section 7802.4.9.2; fire protection (Repealed)

Sec. 331. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-332 Section 7803.4.2.2.2; outside of buildings (Repealed)

Sec. 332. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-333 Section 7803.8.1.1; demonstration and approval (Repealed)

Sec. 333. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-334 Section 7803.8.2; smoke control (Repealed)

Sec. 334. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-335 Section 7803.8.3; binary explosives (Repealed)

Sec. 335. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-336 Section 7901.3; permits and plans (Repealed)

Sec. 336. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-337 Section 7901.3.1; permits (Repealed)

Sec. 337. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-338 Section 7901.3.2; plans (Repealed)

Sec. 338. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-339 Section 7901.4.2.1; flammable liquids (Repealed)

Sec. 339. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-340 Section 7901.4.3; other applications (Repealed)

Sec. 340. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-341 Section 7901.7.1; general (Repealed)
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Sec. 341. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-342 Section 7901.7.4; site assessment (Repealed)

Sec. 342. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-343 Section 7901.9.1; labeling and signs, general (Repealed)

Sec. 343. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-344 Section 7901.9.3; location (Repealed)

Sec. 344. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-345 Section 7901.11.10; testing (Repealed)

Sec. 345. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-346 Section 7902.1.2; change of tank contents (Repealed)

Sec. 346. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-347 Section 7902.1.3.1; smoking and open flame (Repealed)

Sec. 347. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-348 Section 7902.1.7.2.3; underground tanks out of service for one year (Repealed)

Sec. 348. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-349 Section 7902.1.7.2.5; reinstallation of underground tanks (Repealed)

Sec. 349. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-350 Section 7902.1.7.3.3; aboveground tanks out of service for one year (Repealed)

Sec. 350. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-351 Section 7902.1.7.4.1; removing tanks, general (Repealed)

Sec. 351. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-352 Section 7902.1.8.1.2; use of tank cars and tank vehicles as storage tanks (Repealed)

Sec. 352. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-353 Section 7902.1.8.2.2; use of tank cars and tank vehicles as storage tanks (Repealed)

Sec. 353. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-354 Section 7902.1.8.2.3; pressure limitations for tanks (Repealed)
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Sec. 354. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3031)

675 IAC 22-2.2-355 Section 7902.1.8.2.4; locations subject to flooding (Repealed)

Sec. 355. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-356 Section 7902.1.8.2.5; acceptance testing (Repealed)

Sec. 356. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-357 Section 7902.1.8.2.6; product compatibility (Repealed)

Sec. 357. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-358 Section 7902.1.8.2.7; use of combustible materials in tank construction (Repealed)

Sec. 358. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-359 Section 7902.1.8.2.11; existing oil storage reservoirs (Repealed)

Sec. 359. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-360 Section 7902.1.11.2; vent lines (Repealed)

Sec. 360. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-361 Section 7902.1.14.4; fire protection of supports (Repealed)

Sec. 361. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-362 Section 7902.2.2.7; reduction of separation distance to adjacent property (Repealed)

Sec. 362. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-363 Section 7902.2.4.1; foam fire protection, required systems (Repealed)

Sec. 363. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-364 Section 7902.2.6.3.4; reductions in required venting for stable liquids (Repealed)

Sec. 364. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-365 Section 7902.2.8.1; drainage control and diking, general (Repealed)

Sec. 365. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-365.2 Section 7902.2.8.3.8; equipment, controls, and piping in diked areas (Repealed)

Sec. 365.2. (Repealed by Fire Prevention and Building Safety Commission; filed Mar 21, 2005, 9:15 a.m.: 28 IR 2374)

675 IAC 22-2.2-365.5 Section 7902.5.6.2; displacement protection (Repealed)
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Sec. 365.5. (Repealed by Fire Prevention and Building Safety Commission; filed Mar 21, 2005, 9:15 a.m.: 28 IR 2374)

675 IAC 22-2.2-366 Section 7902.5.10.2.5; storage plan (Repealed)

Sec. 366. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-367 Section 7902.5.11.5.1; fire-extinguishing systems (Repealed)

Sec. 367. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-368 Section 7902.5.12.5.1; fire-extinguishing systems (Repealed)

Sec. 368. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-368.1 Section 7902.6.1; general (Expired)

Sec. 368.1. (Expired under IC 4-22-2.5, effective January 1, 2005.)

675 IAC 22-2.2-369 Section 7902.6.7; location subject to flooding (Repealed)

Sec. 369. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-369.5 Section 7902.6.5.3; overfill prevention system (Repealed)

Sec. 369.5. (Repealed by Fire Prevention and Building Safety Commission; filed Mar 21, 2005, 9:15 a.m.: 28 IR 2374)

675 IAC 22-2.2-370 Section 7902.6.10; tank lining (Repealed)

Sec. 370. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-371 Section 7902.6.11; secondary containment (Repealed)

Sec. 371. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-372 Section 7902.6.13; leak detection installation and maintenance (Repealed)

Sec. 372. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-373 Section 7902.6.15; corrosion protection (Repealed)

Sec. 373. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-374 Section 7902.6.16.1; testing of underground tanks, general (Repealed)

Sec. 374. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-375 Section 7902.16.3; existing tanks and piping (Repealed)

Sec. 375. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-376 Table 7902.1-A; maximum size of containers and portable tanks (Repealed)
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Sec. 376. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-377 Section 7903.1.3.5; Class I and II liquids (Repealed)

Sec. 377. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-378 Section 7903.2.1.2; closure of mixing or blending vessels (Repealed)

Sec. 378. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-378.5 Section 7903.2.3.4.4; spill control and secondary containment (Repealed)

Sec. 378.5. (Repealed by Fire Prevention and Building Safety Commission; filed Mar 21, 2005, 9:15 a.m.: 28 IR 2374)

675 IAC 22-2.2-379 Table 7903.2-B; exemption amounts for use, dispensing, and mixing of flammable and combustible
liquids (Repealed)

Sec. 379. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-380 Section 7903.3.3; location on property (Repealed)

Sec. 380. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-381 Section 7903.4.3; manufacturer's instruction manual (Repealed)

Sec. 381. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-382 Section 7904.1; special operations, general (Repealed)

Sec. 382. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-383 Section 7904.2; storage and dispensing of flammable and combustible liquids on farms and
construction sites (Repealed)

Sec. 383. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-384 Section 7904.2.1; general (Repealed)

Sec. 384. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-385 Section 7904.2.7; portable fire extinguishers (Repealed)

Sec. 385. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-386 Section 7904.2.8.1; general (Repealed)

Sec. 386. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-387 Section 7904.3.7; soundproofing (Repealed)

Sec. 387. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)
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675 IAC 22-2.2-388 Section 7904.4.2.2; means of egress (Repealed)

Sec. 388. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-389 Section 7904.4.5; overfill protection of Class 1 liquids (Repealed)

Sec. 389. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-390 Section 7904.4.6.7; mechanical work (Repealed)

Sec. 390. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-391 Section 7904.5.2.6; security (Repealed)

Sec. 391. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-392 Section 7904.5.3.6; security (Repealed)

Sec. 392. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-393 Section 7904.5.4.2.2; marine craft and special equipment (Repealed)

Sec. 393. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-394 Section 7904.5.4.2.3; emergency refueling (Repealed)

Sec. 394. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-395 Section 7904.5.4.2.5; fueling of vehicles at farms, construction sites, and similar areas (Repealed)

Sec. 395. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-396 Section 7904.5.4.3; time limit or unloading (Repealed)

Sec. 396. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-397 Section 7904.5.4.4; unloading inside buildings (Repealed)

Sec. 397. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-398 Section 7904.6.5.2.1; parking near residential, educational, and institutional occupancies and other
high-risk areas (Repealed)

Sec. 398. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-399 Section 7904.6.6; garaging (Repealed)

Sec. 399. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-400 Section 8001.1.2; material classification (Repealed)
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Sec. 400. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-401 Section 8001.1.3; application (Repealed)

Sec. 401. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-402 Section 8001.1.4; existing buildings (Repealed)

Sec. 402. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-403 Section 8001.2; definitions (Repealed)

Sec. 403. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-404 Section 8001.3.1; general (Repealed)

Sec. 404. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-405 Section 8001.3.2; hazardous materials management plan (Repealed)

Sec. 405. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-406 Section 8001.3.3; hazardous materials inventory statement (Repealed)

Sec. 406. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-407 Section 8001.4.7.2; tanks out-of-service for 90 days (Repealed)

Sec. 407. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-408 Section 8001.5.1; general (Repealed)

Sec. 408. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-409 Section 8001.5.2.1; records (Repealed)

Sec. 409. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-410 Section 8001.5.2.2; notification (Repealed)

Sec. 410. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-411 Section 8001.5.2.5; responsibility for cleanup (Repealed)

Sec. 411. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-412 Section 8001.6; material safety data sheets (Repealed)

Sec. 412. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-412.5 Section 8001.11.3; protection from vehicles (Repealed)



FIRE PREVENTION CODES

Indiana Administrative Code Page 98

Sec. 412.5. (Repealed by Fire Prevention and Building Safety Commission; filed Mar 21, 2005, 9:15 a.m.: 28 IR 2374)

675 IAC 22-2.2-413 Section 8001.7; identification signs (Repealed)

Sec. 413. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-414 Section 8001.11.9; shelf storage (Repealed)

Sec. 414. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-415 Section 8001.12.2; required use of carts and trucks (Repealed)

Sec. 415. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-416 Section 8001.13.1; temporarily out-of-service facilities (Repealed)

Sec. 416. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-417 Section 8001.13.2; permanently out-of-service facilities (Repealed)

Sec. 417. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-418 Section 8001.13.3; plan (Repealed)

Sec. 418. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-419 Section 8001.15.2.4; Group E occupancies (Repealed)

Sec. 419. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-420 Table 8001.15-B; exempt amounts of hazardous materials presenting a health hazard (Repealed)

Sec. 420. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-421 Section 8001.16.2.2; ignition source control (Repealed)

Sec. 421. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-422 Section 8003.1.2; signs (Repealed)

Sec. 422. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-423 Section 8003.1.4.2; system requirements (Repealed)

Sec. 423. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-424 Section 8003.1.6; fire-extinguishing systems (Repealed)

Sec. 424. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-425 Section 8003.1.11; supervision (Repealed)
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Sec. 425. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-426 Table 8003.5-A; flammable compressed gases distance from storage to exposures (Repealed)

Sec. 426. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-427 Table 8003.6-B; Class 4 oxidizers liquids and solids separation of detached and outdoor storage
from other buildings, property lines, streets, alleys, public ways, or exits to a public way
(Repealed)

Sec. 427. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-428 Table 8003.6-G; oxidizing gases-distance from use to exposures (Repealed)

Sec. 428. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-429 Table 8003.8-A; pyrophoric gases-distance from storage to exposures (Repealed)

Sec. 429. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-430 Section 8003.12.1.3; exhaust scrubber (Repealed)

Sec. 430. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-431 Section 8003.12.2.3; fire-extinguishing systems (Repealed)

Sec. 431. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-432 Section 8003.13; radioactive materials (Repealed)

Sec. 432. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-433 Section 8004.1.10; fire-extinguishing systems (Repealed)

Sec. 433. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-434 Section 8004.1.15; liquid transfer (Repealed)

Sec. 434. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-435 Section 8004.2.2.3; fire-extinguishing system (Repealed)

Sec. 435. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-436 Section 8004.2.2.5.1; spill control for hazardous materials (Repealed)

Sec. 436. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-437 Section 8004.2.3.2; closed systems, use (Repealed)

Sec. 437. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)
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675 IAC 22-2.2-437.5 Section 8004.2.3.4; fire-extinguishing system (Repealed)

Sec. 437.5. (Repealed by Fire Prevention and Building Safety Commission; filed Mar 21, 2005, 9:15 a.m.: 28 IR 2374)

675 IAC 22-2.2-437.7 Section 8004.3.4.1.1; spill control for hazardous materials liquids (Repealed)

Sec. 437.7. (Repealed by Fire Prevention and Building Safety Commission; filed Mar 21, 2005, 9:15 a.m.: 28 IR 2374)

675 IAC 22-2.2-438 Section 8101.3; permits and plan submittal (Repealed)

Sec. 438. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-439 Section 8101.3.1; permits (Repealed)

Sec. 439. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-440 Section 8101.3.2; plans and specifications submittal (Repealed)

Sec. 440. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-441 Section 8101.3.3; evacuation plan (Repealed)

Sec. 441. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-442 Section 8102.1; general fire protection and life safety features, general (Repealed)

Sec. 442. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-443 Section 8102.6.1; access roadways (Repealed)

Sec. 443. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-443.5 Section 8102.6.2.2; number of doors required (Repealed)

Sec. 443.5. (Repealed by Fire Prevention and Building Safety Commission; filed Mar 21, 2005, 9:15 a.m.: 28 IR 2374)

675 IAC 22-2.2-444 Section 8102.7.1; smoke and heat removal, general (Repealed)

Sec. 444. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-445 Section 8102.9.1; small hose stations (Repealed)

Sec. 445. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-446 Section 8102.10.1; aisles, general (Repealed)

Sec. 446. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-447 Section 8104.5.1; required approvals (Repealed)

Sec. 447. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)
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675 IAC 22-2.2-448 Section 8104.5.2; fire protection (Repealed)

Sec. 448. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-449 Table 81-A; general fire protection and life safety requirements (Repealed)

Sec. 449. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-450 Section 8202; permits, plans, and records (Repealed)

Sec. 450. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-451 Section 8202.1; permits and plans (Repealed)

Sec. 451. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-452 Section 8202.2; records (Repealed)

Sec. 452. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-453 Section 8203.2.1; portable containers (Repealed)

Sec. 453. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-454 Section 8203.2.1.1; general (Repealed)

Sec. 454. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-455 Section 8203.2.1.3; construction and temporary heating (Repealed)

Sec. 455. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-456 Section 8203.2.1.5; educational and institutional uses (Repealed)

Sec. 456. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-457 Section 8203.2.1.6; demonstration uses (Repealed)

Sec. 457. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-458 Section 8204.1; location of containers, general (Repealed)

Sec. 458. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-459 Section 8204.2; maximum capacity within established limits (Repealed)

Sec. 459. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-460 Section 8204.3; container location (Repealed)

Sec. 460. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)
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675 IAC 22-2.2-461 Section 8204.4; multiple container installation (Repealed)

Sec. 461. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-462 Section 8205.2; release to the atmosphere (Repealed)

Sec. 462. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-463 Section 8210; protecting containers from vehicles (Repealed)

Sec. 463. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-464 Section 8212.12; location of storage outside of buildings (Repealed)

Sec. 464. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-465 Section 8212.13; protection of containers (Repealed)

Sec. 465. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-466 Section 8212.14; alternate location and protection of storage (Repealed)

Sec. 466. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-467 Section 8213.2; permanently out of service (Repealed)

Sec. 467. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-468 Section 8214.1; general (Repealed)

Sec. 468. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-469 Section 8214.2.1; near residential, educational, and institutional occupancies and other high-risk
areas (Repealed)

Sec. 469. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-470 Table 8212-A; location of containers awaiting use (Repealed)

Sec. 470. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-471 Section 8503.1; during construction (Repealed)

Sec. 471. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-472 Section 8503.3; attachment to structures (Repealed)

Sec. 472. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-473 Section 8506.2.3; power supply (Repealed)
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Sec. 473. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-474 Section 8509.3; labeling (Repealed)

Sec. 474. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-475 Section 8702; permits (Repealed)

Sec. 475. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-476 Section 8704.2; access roads (Repealed)

Sec. 476. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-477 Section 8704.4.2; fire extinguishers (Repealed)

Sec. 477. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-478 Section 8704.4.4; fire protection (Repealed)

Sec. 478. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-479 Section 8704.7; heating devices (Repealed)

Sec. 479. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-480 Section 8704.8; smoking (Repealed)

Sec. 480. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-481 Section 8704.15; building access (Repealed)

Sec. 481. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-482 Section 8704.16; emergency telephone (Repealed)

Sec. 482. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-483 Section 8705; alterations of buildings (Repealed)

Sec. 483. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-484 Section 8706.5; burning of combustible waste (Repealed)

Sec. 484. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-485 Section 8801.3; permits (Repealed)

Sec. 485. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-486 Section 8803.2.2; storage (Repealed)
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Sec. 486. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-487 Section 8901.1; purpose, scope (Repealed)

Sec. 487. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-488 Section 8902.1; definitions (Repealed)

Sec. 488. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-489 Section 8903.1; fire safety requirements (Repealed)

Sec. 489. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-490 Section 9001.3; recognized standards (Repealed)

Sec. 490. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-491 Appendix I-A; life safety requirements for existing buildings other than high-rise buildings
(Repealed)

Sec. 491. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-492 Appendix I-B; life safety requirements for existing high-rise buildings (Repealed)

Sec. 492. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-493 Appendix I-C; stairway identification (Repealed)

Sec. 493. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-494 Appendix II-A; suppression and control of hazardous fire areas (Repealed)

Sec. 494. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-495 Appendix II-B; protection of flammable and combustible liquid tanks in locations subject to
flooding (Repealed)

Sec. 495. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-496 Appendix II-C; marinas (Repealed)

Sec. 496. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-497 Appendix II-D; rifle ranges (Repealed)

Sec. 497. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-498 Appendix II-E; hazardous materials management plans and hazardous materials inventory
statements (Repealed)
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Sec. 498. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-499 Appendix II-F; protected aboveground tanks for motor vehicle fuel-dispensing stations outside
buildings (Repealed)

Sec. 499. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-500 Appendix II-G; secondary containment for underground tank systems containing flammable or
combustible liquids (Repealed)

Sec. 500. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-501 Appendix II-H; site assessments for determining potential fire and explosion risks from
underground flammable or combustible liquid tank leaks (Repealed)

Sec. 501. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-502 Appendix II-I; ozone gas-generating equipment (Repealed)

Sec. 502. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-503 Appendix II-J; storage of flammable and combustible liquids in tanks located within below grade
vaults (Repealed)

Sec. 503. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-504 Appendix III-A; fire-flow requirements for buildings (Repealed)

Sec. 504. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-505 Appendix III-B; fire hydrant locations and distribution (Repealed)

Sec. 505. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-506 Appendix III-C; testing automatic sprinkler and standpipe systems (Repealed)

Sec. 506. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-507 Appendix III-D; basement pipe inlets (Repealed)

Sec. 507. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-508 Appendix IV-A; interior floor finish (Repealed)

Sec. 508. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-509 Appendix IV-B; Christmas trees (Repealed)

Sec. 509. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-510 Appendix V-A; nationally recognized standards of good practice (Repealed)
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Sec. 510. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-511 Appendix VI-A; hazardous materials classifications (Repealed)

Sec. 511. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-511.1 Appendix VI-B; hazard ranking (Expired)

Sec. 511.1. (Expired under IC 4-22-2.5, effective January 1, 2005.)

675 IAC 22-2.2-512 Appendix VI-C; emergency relief venting for fire exposure for aboveground tanks (Repealed)

Sec. 512. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-513 Appendix VI-D; model citation program (Repealed)

Sec. 513. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-514 Appendix VI-E; reference tables from the Uniform Building Code (Repealed)

Sec. 514. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-515 Appendix VI-F; recommended separation distances for explosive materials (Repealed)

Sec. 515. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-515.1 Appendix VI-G; cryogenic fluids weight and volume equivalents (Expired)

Sec. 515.1. (Expired under IC 4-22-2.5, effective January 1, 2005.)

675 IAC 22-2.2-516 Appendix VI-H; refrigerant groups and properties (Repealed)

Sec. 516. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-517 Appendix VI-I; unit conversion tables (Repealed)

Sec. 517. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-518 Uniform Fire Code Standard 10-1; installation, inspection, maintenance, and testing of portable
fire extinguishers (Repealed)

Sec. 518. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-519 Uniform Fire Code Standard 10-2; installation, maintenance, and use of sprinkler alarm and fire
alarm systems (Repealed)

Sec. 519. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-520 Uniform Fire Code Standard 24-1; aircraft fueling (Repealed)

Sec. 520. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)
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675 IAC 22-2.2-521 Uniform Fire Code Standard 52-1; compressed natural gas (CNG) vehicular fuel systems
(Repealed)

Sec. 521. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-522 Uniform Fire Code Standard 62-1; ovens and furnaces (Repealed)

Sec. 522. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-523 Uniform Fire Code Standard 74-1; industrial and institutional bulk oxygen systems (Repealed)

Sec. 523. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-524 Uniform Fire Code Standard 79-1; foam fire protection standard (Repealed)

Sec. 524. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-525 Uniform Fire Code Standard 79-2; fixed water-spray automatic fire protection systems (Repealed)

Sec. 525. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-526 Uniform Fire Code Standard 79-3; identification of health, flammability, and reactivity hazards
of hazardous materials (Repealed)

Sec. 526. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-527 Uniform Fire Code Standard 79-4; vehicles for transporting flammable or combustible liquids
(Repealed)

Sec. 527. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-528 Uniform Fire Code Standard 79-5; portable flammable or combustible liquid tanks (Repealed)

Sec. 528. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-529 Uniform Fire Code Standard 79-6; interior lining of underground storage tanks (Repealed)

Sec. 529. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-530 Uniform Fire Code Standard 79-7; testing requirements for protected aboveground tanks
(Repealed)

Sec. 530. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-531 Uniform Fire Code Standard 80-1; storage, dispensing, and use of silane and its mixtures
(Repealed)

Sec. 531. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-532 Uniform Fire Code Standard 80-2; industrial and institutional bulk oxygen systems (Repealed)



FIRE PREVENTION CODES

Indiana Administrative Code Page 108

Sec. 532. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-533 Uniform Fire Code Standard 80-3; flammable cryogenic fluid systems at consumer sites
(Repealed)

Sec. 533. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-534 Uniform Fire Code Standard 80-4; inert cryogenic fluid systems at consumer sites (Repealed)

Sec. 534. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-535 Uniform Fire Code Standard 81-1; high-piled general storage of combustibles in buildings
(Repealed)

Sec. 535. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-536 Uniform Fire Code Standard 81-2; high-piled storage of combustibles on racks in buildings
(Repealed)

Sec. 536. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-537 Uniform Fire Code Standard 81-3; mechanical smoke removal systems (Repealed)

Sec. 537. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-538 Uniform Fire Code Standard 81-4; high-piled storage of combustible records in buildings
(Repealed)

Sec. 538. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-539 Uniform Fire Code Standard 82-1; liquefied petroleum gas storage and use (Repealed)

Sec. 539. (Repealed by Fire Prevention and Building Safety Commission; filed Apr 17, 2003, 5:00 p.m.: 26 IR 3032)

675 IAC 22-2.2-540 Uniform Fire Code Standard A-III-C-1; inspection, testing, and maintenance of water based fire-
protection systems (Repealed)

Sec. 540. (Repealed by Fire Prevention and Building Safety Commission; filed Mar 21, 2005, 9:15 a.m.: 28 IR 2374)

Rule 2.3. Indiana Fire Code, 2003 Edition

675 IAC 22-2.3-1 Adoption by reference
Authority: IC 22-13-2-2
Affected: IC 22-12-7; IC 22-13; IC 22-14; IC 36-8-17

Sec. 1. That a certain document being titled the International Fire Code, 2000 Edition, fourth printing, as published by the
International Fire Code Institute and the International Code Council, Inc., 5203 Leesburg Pike, Suite 708, Falls Church, Virginia
22041-3401, is hereby adopted by reference as if fully set out in this rule save and except those revisions made in sections 3 through
342 of this rule. (Fire Prevention and Building Safety Commission; 675 IAC 22-2.3-1; filed Apr 17, 2003, 5:00 p.m.: 26 IR 2968)
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	675 IAC 22-2-42 Section 10.311(c); standpipes (Repealed)
	675 IAC 22-2-43 Section 10.314(d); portable extinguishers (Repealed)
	675 IAC 22-2-44 Article 11, Division I; incinerators and open burning (Repealed)
	675 IAC 22-2-45 Section 11.101; regulatory board (Repealed)
	675 IAC 22-2-46 Section 11.102; discarding burning objects (Repealed)
	675 IAC 22-2-47 Section 11.103; hot ashes and other dangerous materials (Repealed)
	675 IAC 22-2-48 Section 11.202; handling of readily combustible materials (Repealed)
	675 IAC 22-2-49 Section 11.203(a); permit required (Repealed)
	675 IAC 22-2-50 Flammable decorative materials (Repealed)
	675 IAC 22-2-51 Section 11.208; parade floats (Repealed)
	675 IAC 22-2-52 Section 11.210; interior finishes (Repealed)
	675 IAC 22-2-53 Section 11.302(b); false alarms (Repealed)
	675 IAC 22-2-54 Section 11.404(a); heating appliance (Repealed)
	675 IAC 22-2-55 Section 11.410; open-flame devices in marinas (Repealed)
	675 IAC 22-2-56 Section 12.101; exits; scope (Repealed)
	675 IAC 22-2-57 Section 12.103(a); obstruction of exits (Repealed)
	675 IAC 22-2-58 Section 12.104; doors (Repealed)
	675 IAC 22-2-59 Section 12.106(e); stairway numbering system (Repealed)
	675 IAC 22-2-60 Section 12.113(b); illumination of exits (Repealed)
	675 IAC 22-2-61 Section 12.114; exit signs (Repealed)
	675 IAC 22-2-62 Section 12.115; fire escapes (Repealed)
	675 IAC 22-2-63 Section 12.116; emergency signs for Group R occupancies (Repealed)
	675 IAC 22-2-64 Section 13.102; smoking (Repealed)
	675 IAC 22-2-65 Section 13.103; “no smoking” signs (Repealed)
	675 IAC 22-2-66 Section 24.101; scope (Repealed)
	675 IAC 22-2-67 Section 24.102; permits (Repealed)
	675 IAC 22-2-68 Section 24.105; application of flammable or combustible liquid finishes (Repealed)
	675 IAC 22-2-69 Section 24.107; drip pans (Repealed)
	675 IAC 22-2-70 Section 24.108; open flames (Repealed)
	675 IAC 22-2-71 Section 24.112; combustible storage (Repealed)
	675 IAC 22-2-72 Section 24.113; portable extinguishers (Repealed)
	675 IAC 22-2-73 Section 24.121; regulations not covered (Repealed)
	675 IAC 22-2-74 Section 24.201; construction of refueler units (Repealed)
	675 IAC 22-2-75 Section 24.202; use of refueler units (Repealed)
	675 IAC 22-2-76 Section 24.203; fueling and defueling (Repealed)
	675 IAC 22-2-77 Section 24.206; maintenance (Repealed)
	675 IAC 22-2-78 Section 25.101; assembly places; scope (Repealed)
	675 IAC 22-2-79 Section 25.103; decorative materials (Repealed)
	675 IAC 22-2-80 Section 25.106(b); Group A, division 2, 2.1, and 3 occupancies (Repealed)
	675 IAC 22-2-81 Section 25.108(c); seat spacing (Repealed)
	675 IAC 22-2-82 Section 25.112; plan exits and aisles (Repealed)
	675 IAC 22-2-83 Section 25.114(b); occupancy load (Repealed)
	675 IAC 22-2-84 Section 25.116(a); candles and other open-flame devices (Repealed)
	675 IAC 22-2-85 Section 25.117; standby personnel (Repealed)
	675 IAC 22-2-86 Article 25, Division 4; carnivals and fairs (Repealed)
	675 IAC 22-2-87 Section 25.401; carnivals and fairs; applicability (Repealed)
	675 IAC 22-2-88 Grounds (Repealed)
	675 IAC 22-2-89 Section 25.403; concession stands (Repealed)
	675 IAC 22-2-90 Section 25.404; internal combustion power sources (Repealed)
	675 IAC 22-2-91 Section 25.405; flammable liquids and gases (Repealed)
	675 IAC 22-2-92 Section 25.501; haunted houses and similar temporary installations (Repealed)
	675 IAC 22-2-93 Article 25, Division VI; liquid or gas fueled equipment in assembly buildings (Repealed)
	675 IAC 22-2-94 Section 25.601; temporary displays (Repealed)
	675 IAC 22-2-95 Section 25.602; competitions or demonstrations (Repealed)
	675 IAC 22-2-96 Section 26.102; permits (Repealed)
	675 IAC 22-2-97 Section 27.102; permits (Repealed)
	675 IAC 22-2-98 Section 27.104; storage and handling (Repealed)
	675 IAC 22-2-99 Section 28.102; permits (Repealed)
	675 IAC 22-2-100 Section 28.105; storage of agricultural products (Repealed)
	675 IAC 22-2-101 Section 29.102; permits (Repealed)
	675 IAC 22-2-102 Section 30.101; permits (Repealed)
	675 IAC 22-2-103 Section 30.102; open yard storage (Repealed)
	675 IAC 22-2-104 Section 30.103(a); fire hazards in lumber yards (Repealed)
	675 IAC 22-2-105 Section 30.104(b); fire-extinguishing equipment in open yards and buildings (Repealed)
	675 IAC 22-2-106 Section 30.105(b); woodworking plants (Repealed)
	675 IAC 22-2-107 Section 31.102; permits (Repealed)
	675 IAC 22-2-108 Section 32.101; permits (Repealed)
	675 IAC 22-2-109 Section 32.104(e); location of tents and air-supported structures (Repealed)
	675 IAC 22-2-110 Section 32.105; structural stability of tents and air-supported structures (Repealed)
	675 IAC 22-2-111 Section 32.106; flame-retardant material (Repealed)
	675 IAC 22-2-112 Section 32.107; fire-resistive standards (Repealed)
	675 IAC 22-2-113 Section 32.108; smoking; open flames (Repealed)
	675 IAC 22-2-114 Section 32.109; fire protection equipment (Repealed)
	675 IAC 22-2-115 Section 32.111; abatement of fire or panic hazards not covered in this rule (Repealed)
	675 IAC 22-2-116 Section 32.112(h); exits (Repealed)
	675 IAC 22-2-117 Section 32.118(a); heating and cooking equipment (Repealed)
	675 IAC 22-2-118 Section 32.120(b); storage of flammable materials (Repealed)
	675 IAC 22-2-119 Section 33.102; permits (Repealed)
	675 IAC 22-2-120 Section 34.102; permits (Repealed)
	675 IAC 22-2-121 Section 34.104; burning of wrecked or discarded vehicles (Repealed)
	675 IAC 22-2-122 Section 34.108; storage of flammable and combustible liquids (Repealed)
	675 IAC 22-2-123 Section 35.102; permits (Repealed)
	675 IAC 22-2-124 Section 35.103; special provisions (Repealed)
	675 IAC 22-2-125 Section 36.102; permits (Repealed)
	675 IAC 22-2-126 Article 37; educational and institutional fire drills (Repealed)
	675 IAC 22-2-127 Section 37.101; drills required (Repealed)
	675 IAC 22-2-128 Section 37.102; frequency of drills (Repealed)
	675 IAC 22-2-129 Section 37.103; records of drills (Repealed)
	675 IAC 22-2-130 Section 37.104; evacuations (Repealed)
	675 IAC 22-2-131 Section 45.101; spraying, dipping, and coating operations; scope (Repealed)
	675 IAC 22-2-132 Section 45.102; permits (Repealed)
	675 IAC 22-2-133 Section 45.103; smoking prohibited (Repealed)
	675 IAC 22-2-134 Section 45.104; welding, grinding, or open flame; warning sign (Repealed)
	675 IAC 22-2-135 Section 45.207; limited spraying areas (Repealed)
	675 IAC 22-2-136 Section 45.209(b); fire protection equipment (Repealed)
	675 IAC 22-2-137 Section 45.304; storage and handling of flammable and combustible liquids (Repealed)
	675 IAC 22-2-138 Section 45.306; operations and maintenance (Repealed)
	675 IAC 22-2-139 Section 45.307(a); fire extinguishing equipment (Repealed)
	675 IAC 22-2-140 Section 45.401(d); guards and signs (Repealed)
	675 IAC 22-2-141 Section 45.501(a); automobile undercoating spray operations (Repealed)
	675 IAC 22-2-142 Section 45.604; ventilation (Repealed)
	675 IAC 22-2-143 Section 45.707; personnel qualifications (Repealed)
	675 IAC 22-2-144 Section 46.102; permits (Repealed)
	675 IAC 22-2-145 Section 46.103(a); use of ethylene (Repealed)
	675 IAC 22-2-146 Section 47.102; permits (Repealed)
	675 IAC 22-2-147 Section 48.102; permits (Repealed)
	675 IAC 22-2-148 Section 49.101; general requirements (Repealed)
	675 IAC 22-2-149 Section 49.109(c); calcium carbide storage (Repealed)
	675 IAC 22-2-150 Section 50.103; permits (Repealed)
	675 IAC 22-2-151 Section 50.113(a); fire protection (Repealed)
	675 IAC 22-2-152 Section 51.102; definitions (Repealed)
	675 IAC 22-2-153 Section 51.103; permits (Repealed)
	675 IAC 22-2-154 Section 51.108(b); handling hazardous materials within exit corridors (Repealed)
	675 IAC 22-2-155 Section 51.111(a); emergency plans (Repealed)
	675 IAC 22-2-156 Section 61.106; portable unvented oil-burning heaters (Repealed)
	675 IAC 22-2-157 Section 62.101; industrial baking and drying ovens (Repealed)
	675 IAC 22-2-158 Section 62.102; permits and plans (Repealed)
	675 IAC 22-2-159 Section 62.105(a); safety controls (Repealed)
	675 IAC 22-2-160 Section 63.101; refrigeration systems; scope (Repealed)
	675 IAC 22-2-161 Section 63.103; permits (Repealed)
	675 IAC 22-2-162 Section 63.106; operating and emergency instructions (Repealed)
	675 IAC 22-2-163 Section 63.107; emergency signs and labels (Repealed)
	675 IAC 22-2-164 Section 63.108; diffusion systems (Repealed)
	675 IAC 22-2-165 Article 64; unvented fuel-burning portable heaters (Repealed)
	675 IAC 22-2-166 Section 64.101; scope of article (Repealed)
	675 IAC 22-2-167 Section 64.102; prohibited use (Repealed)
	675 IAC 22-2-168 Section 64.103; use in detached single family residences (Repealed)
	675 IAC 22-2-169 Section 64.104; temporary use (Repealed)
	675 IAC 22-2-170 Section 74.103; permits (Repealed)
	675 IAC 22-2-171 Section 74.104; storage containers (Repealed)
	675 IAC 22-2-172 Section 74.105; compressed gas cylinders (Repealed)
	675 IAC 22-2-173 Section 74.106; bulk oxygen systems (Repealed)
	675 IAC 22-2-174 Section 74.107(a); storage and use of cylinders (Repealed)
	675 IAC 22-2-175 Section 74.109; operation instructions and maintenance of bulk oxygen systems (Repealed)
	675 IAC 22-2-176 Division 2; medical (Repealed)
	675 IAC 22-2-177 Section 75.103; permits (Repealed)
	675 IAC 22-2-178 Section 75.104; cryogenic fluid containers, equipment, and devices (Repealed)
	675 IAC 22-2-179 Section 75.105(b); electrical equipment (Repealed)
	675 IAC 22-2-180 Section 75.107; warning labels and signs (Repealed)
	675 IAC 22-2-181 Section 75.108; dispensing areas (Repealed)
	675 IAC 22-2-182 Section 75.201; container design, construction, and testing (Repealed)
	675 IAC 22-2-183 Section 75.205; nameplates (Repealed)
	675 IAC 22-2-184 Section 75.402(c); valves and accessory equipment (Repealed)
	675 IAC 22-2-185 Section 76.102; applicable standards (Repealed)
	675 IAC 22-2-186 Section 76.103(g); general requirements (Repealed)
	675 IAC 22-2-187 Scope (Repealed)
	675 IAC 22-2-188 Section 77.102; exceptions (Repealed)
	675 IAC 22-2-189 Section 77.104, deletion (Repealed)
	675 IAC 22-2-190 Insurance (Repealed)
	675 IAC 22-2-191 Section 77.106; explosives manufacture (Repealed)
	675 IAC 22-2-192 Storage of explosives (Repealed)
	675 IAC 22-2-193 Table No. 77.201 (Repealed)
	675 IAC 22-2-194 Gunpowder storage/magazines (Repealed)
	675 IAC 22-2-195 Gunpowder (Repealed)
	675 IAC 22-2-196 Section 77.204, deletion (Repealed)
	675 IAC 22-2-197 Section 77.301; handling and use of explosives (Repealed)
	675 IAC 22-2-198 Transportation of explosives (Repealed)
	675 IAC 22-2-199 Section 77.303(e); explosives and blasting agents at terminals (Repealed)
	675 IAC 22-2-200 Blasting agents; general (Repealed)
	675 IAC 22-2-201 Mixed blasting agents (Repealed)
	675 IAC 22-2-201.5 Transportation of blasting agents (Repealed)
	675 IAC 22-2-202 Section 77.307; seizure of explosives and blasting agents (Repealed)
	675 IAC 22-2-203 Location of explosive detonations for testing (Repealed)
	675 IAC 22-2-203.5 Alternative criteria for explosive laboratory operations (Repealed)
	675 IAC 22-2-204 Section 77.410(a); disposal of waste explosives and fireworks (Repealed)
	675 IAC 22-2-205 Section 78.102; permits for manufacture, distribution, sale, and display of fireworks (Repealed)
	675 IAC 22-2-206 Section 78.103; certificate of insurance for public display (Repealed)
	675 IAC 22-2-207 Section 78.106; seizure of fireworks (Repealed)
	675 IAC 22-2-208 Section 78.107; public display of fireworks (Repealed)
	675 IAC 22-2-209 Section 79.101; bulk storage and dispensing of flammable and combustible liquids and gases; scope ( Repealed)
	675 IAC 22-2-210 Section 79.103; permits (Repealed)
	675 IAC 22-2-211 Section 79.104; portable tanks and containers (Repealed)
	675 IAC 22-2-212 Section 79.105; design and construction of tanks (Repealed)
	675 IAC 22-2-213 Section 79.106; change of tank contents (Repealed)
	675 IAC 22-2-214 Section 79.108(a); warning signs (Repealed)
	675 IAC 22-2-215 Section 79.111; cleaning with Class I and Class II flammable liquids (Repealed)
	675 IAC 22-2-216 Section 79.114; out-of-service tanks (Repealed)
	675 IAC 22-2-217 Section 79.115; fire protection standards (Repealed)
	675 IAC 22-2-218 Article 79, Division II; containers and portable tanks inside buildings (Repealed)
	675 IAC 22-2-219 Article 79, Division III; stationary tanks inside buildings (Repealed)
	675 IAC 22-2-220 Article 79, Division IV; containers and portable tanks outside buildings (Repealed)
	675 IAC 22-2-221 Section 79.401; applicable standards (Repealed)
	675 IAC 22-2-222 Section 79.402; location on property; protection of storage areas (Repealed)
	675 IAC 22-2-223 Section 79.403; fencing; weeds and debris (Repealed)
	675 IAC 22-2-224 Section 79.404; warning signs (Repealed)
	675 IAC 22-2-225 Section 79.405; outside dispensing (Repealed)
	675 IAC 22-2-226 Section 79.406; storage of empty containers and tanks (Repealed)
	675 IAC 22-2-227 Section 79.407; fire protection (Repealed)
	675 IAC 22-2-228 Article 79, Division V; aboveground stationary tanks outside buildings (Repealed)
	675 IAC 22-2-229 Section 79.501; applicable standards (Repealed)
	675 IAC 22-2-230 Section 79.502; location restrictions (Repealed)
	675 IAC 22-2-231 Section 79.503; tank labels (Repealed)
	675 IAC 22-2-232 Section 79.504; fire protection (Repealed)
	675 IAC 22-2-233 Article 79, Division VI; underground tanks outside or beneath buildings (Repealed)
	675 IAC 22-2-234 Section 79.601; applicable standards (Repealed)
	675 IAC 22-2-235 Section 79.602; leaking tanks (Repealed)
	675 IAC 22-2-236 Testing (Repealed)
	675 IAC 22-2-237 Article 79, Division VII; pipes, valves, and fittings; applicable standards (Repealed)
	675 IAC 22-2-238 Section 79.802(a); inside dispensing and mixing operations (Repealed)
	675 IAC 22-2-239 Section 79.804; design and construction of dispensing and mixing rooms (Repealed)
	675 IAC 22-2-240 Section 79.805; fire protection (Repealed)
	675 IAC 22-2-241 Section 79.806(d); outside dispensing operations (Repealed)
	675 IAC 22-2-242 Section 79.807; loading and unloading facilities (Repealed)
	675 IAC 22-2-243 Section 79.808; unloading operations (Repealed)
	675 IAC 22-2-244 Article 79, Division IX; service stations (Repealed)
	675 IAC 22-2-245 Article 79, Division X; storage of flammable and combustible liquids on farms and isolated construction projects ( Repealed)
	675 IAC 22-2-246 Section 79.1102; permits (Repealed)
	675 IAC 22-2-247 Section 79.1104(c); waste control (Repealed)
	675 IAC 22-2-248 Section 79.1202; tank vehicles (Repealed)
	675 IAC 22-2-249 Article 79, Division XIII; industrial plants (Repealed)
	675 IAC 22-2-250 Article 79, Division XIV; bulk plants and terminals (Repealed)
	675 IAC 22-2-251 Article 79, Division XV; processing and chemical plants (Repealed)
	675 IAC 22-2-252 Article 79, Division XVI; refineries and distilleries (Repealed)
	675 IAC 22-2-253 Article 79, Division XVII; transportation pipelines (Repealed)
	675 IAC 22-2-254 Section 79.1803; permits (Repealed)
	675 IAC 22-2-255 Section 79.1804(a); solvent classification changes (Repealed)
	675 IAC 22-2-256 Section 79.1806; applicable standards (Repealed)
	675 IAC 22-2-257 Section 79.1808; heating equipment (Repealed)
	675 IAC 22-2-258 Section 79.1809; electrical equipment and lighting (Repealed)
	675 IAC 22-2-259 Section 79.1810(c); venting (Repealed)
	675 IAC 22-2-260 Section 79.1815(b); solvent types (Repealed)
	675 IAC 22-2-261 Section 79.1816; fire extinguishers (Repealed)
	675 IAC 22-2-262 Section 80.102; permits (Repealed)
	675 IAC 22-2-263 Section 80.103; general requirements (Repealed)
	675 IAC 22-2-264 Section 80.104(b); oxidizing materials (Repealed)
	675 IAC 22-2-265 Section 80.107(a); highly toxic materials (Repealed)
	675 IAC 22-2-266 Section 80.111(a); identification of aboveground tanks and vessels (Repealed)
	675 IAC 22-2-267 Section 81.101; scope (Repealed)
	675 IAC 22-2-268 Section 81.104; classification of contents (Repealed)
	675 IAC 22-2-269 Section 81.106; automatic fire-extinguishing systems (Repealed)
	675 IAC 22-2-270 Section 81.108(a); aisles (Repealed)
	675 IAC 22-2-271 Section 81.109; access to buildings (Repealed)
	675 IAC 22-2-272 Section 81.110; small hose connections (Repealed)
	675 IAC 22-2-273 Section 81.111; high-rack storage systems (Repealed)
	675 IAC 22-2-274 Section 82.101; installation and storage of liquefied petroleum gases (Repealed)
	675 IAC 22-2-275 Section 82.102; records of installations (Repealed)
	675 IAC 22-2-276 Section 82.103; inspections of installations (Repealed)
	675 IAC 22-2-277 Section 82.104; installation of equipment (Repealed)
	675 IAC 22-2-278 Section 82.105; location of containers (Repealed)
	675 IAC 22-2-279 Section 82.108(a); dispensing and overfilling (Repealed)
	675 IAC 22-2-280 Section 82.110(a); smoking and open flame devices (Repealed)
	675 IAC 22-2-281 Section 83.101; permits (Repealed)
	675 IAC 22-2-282 Section 83.105; retail storage (Repealed)
	675 IAC 22-2-283 Section 85.109; unapproved appliances (Repealed)
	675 IAC 22-2-284 Section 86.103(a); identification of storage buildings, rooms, and areas (Repealed)
	675 IAC 22-2-285 Section 86.104; fire protection (Repealed)
	675 IAC 22-2-286 Section 87.102; approval (Repealed)
	675 IAC 22-2-287 Section 87.103; fire safety during construction (Repealed)
	675 IAC 22-2-288 Appendix 1-A; emergency exit sign sample (Repealed)
	675 IAC 22-2-289 Appendix 1-B; emergency information sample (Repealed)
	675 IAC 22-2-290 Appendix Division II; community environmental hazard controls (Repealed)
	675 IAC 22-2-291 Appendix Division III; fire protection systems; Appendix III-C fire alarm systems (Repealed)
	675 IAC 22-2-292 Appendix Division IV; flammable floor coverings (Repealed)
	675 IAC 22-2-293 Appendix Division V; standards (Repealed)
	675 IAC 22-2-294 Appendix Division VI; informational (Repealed)

	Rule 2.1. Indiana Fire Prevention Code, 1990 Edition
	675 IAC 22-2.1-1 Adoption by reference (Repealed)
	675 IAC 22-2.1-2 Title; availability (Repealed)
	675 IAC 22-2.1-3 Section 1.102; intent (Repealed)
	675 IAC 22-2.1-4 Section 1.103(b); scope (Repealed)
	675 IAC 22-2.1-5 Article 2, Division I; organization and authority (Repealed)
	675 IAC 22-2.1-6 Article 2, Division II; duties and procedures (Repealed)
	675 IAC 22-2.1-7 Section 2.301; approval (Repealed)
	675 IAC 22-2.1-8 Section 2.302; technical assistance (Repealed)
	675 IAC 22-2.1-9 Section 2.303; standards (Repealed)
	675 IAC 22-2.1-10 Section 2.304; NFPA standards (Repealed)
	675 IAC 22-2.1-11 Section 2.305; NFPA 34; dipping and coating processes using flammable or combustible liquids
	675 IAC 22-2.1-12 Section 2.306; NFPA 51; oxygen-fuel gas system for welding, cutting and allied processes ( Repealed)
	675 IAC 22-2.1-13 Section 2.307; NFPA 51B; cutting and welding processes (Repealed)
	675 IAC 22-2.1-14 Section 2.308; NFPA 86; ovens and furnaces (Repealed)
	675 IAC 22-2.1-15 Section 2.309; NFPA 407; aircraft fuel servicing (Repealed)
	675 IAC 22-2.1-16 Section 2.310; NFPA 704; identification of the fire hazards of materials (Repealed)
	675 IAC 22-2.1-17 Section 2.311; NFPA 1123; public display of fireworks (Repealed)
	675 IAC 22-2.1-18 Section 2.312; NFPA 10; standard for portable fire extinguishers (Repealed)
	675 IAC 22-2.1-19 Section 2.313; NFPA 50; standard for bulk oxygen systems at consumer sites (Repealed)
	675 IAC 22-2.1-20 Section 2.314; value of services rendered (Repealed)
	675 IAC 22-2.1-21 Article 3; compliance with orders and notices (Repealed)
	675 IAC 22-2.1-22 Article 4; permits (Repealed)
	675 IAC 22-2.1-23 Section 9.101; amendments (Repealed)
	675 IAC 22-2.1-24 Section 9.102; definitions and abbreviations (Repealed)
	675 IAC 22-2.1-25 Section 9.103; definitions “A” (Repealed)
	675 IAC 22-2.1-26 Section 9.104; definitions “B” (Repealed)
	675 IAC 22-2.1-27 Section 9.105; definitions “C” (Repealed)
	675 IAC 22-2.1-28 Section 9.106; definitions “D” (Repealed)
	675 IAC 22-2.1-29 Section 9.107; definitions “E” (Repealed)
	675 IAC 22-2.1-30 Section 9.108; definitions “F” (Repealed)
	675 IAC 22-2.1-31 Section 9.110; definitions “H” (Repealed)
	675 IAC 22-2.1-32 Section 9.111; definitions “I” (Repealed)
	675 IAC 22-2.1-33 Section 9.112; definitions “J” (Repealed)
	675 IAC 22-2.1-34 Section 9.115; definitions “M” (Repealed)
	675 IAC 22-2.1-35 Section 9.117; definitions “O” (Repealed)
	675 IAC 22-2.1-36 Section 9.118; definitions “P” (Repealed)
	675 IAC 22-2.1-37 Section 9.120; definitions “R” (Repealed)
	675 IAC 22-2.1-38 Section 9.121; definitions “S” (Repealed)
	675 IAC 22-2.1-39 Section 9.122; definitions “T” (Repealed)
	675 IAC 22-2.1-40 Section 9.123; definitions “U” (Repealed)
	675 IAC 22-2.1-41 Section 9.124; definitions “V” (Repealed)
	675 IAC 22-2.1-42 Section 9.125; definitions “W” (Repealed)
	675 IAC 22-2.1-43 Article 10, Division I; general provisions for fire safety (Repealed)
	675 IAC 22-2.1-44 Section 10.201; tampering with fire equipment (Repealed)
	675 IAC 22-2.1-45 Section 10.202; tampering with fire hydrant or fire appliance (Repealed)
	675 IAC 22-2.1-46 Section 10.203; hydrant use approval (Repealed)
	675 IAC 22-2.1-47 Section 10.204; tampering with barricades (Repealed)
	675 IAC 22-2.1-48 Section 10.205; closure of roads or trails (Repealed)
	675 IAC 22-2.1-49 Section 10.206; obstruction of fire protection equipment (Repealed)
	675 IAC 22-2.1-50 Section 10.207(b); fire apparatus access roads; where required (Repealed)
	675 IAC 22-2.1-51 Section 10.207(i); bridges (Repealed)
	675 IAC 22-2.1-52 Section 10.208(b); premises identification (Repealed)
	675 IAC 22-2.1-53 Section 10.301(a); installation; type required (Repealed)
	675 IAC 22-2.1-54 Section 10.301(b); special hazards (Repealed)
	675 IAC 22-2.1-55 Section 10.301(c); water supply (Repealed)
	675 IAC 22-2.1-56 Section 10.301(d); fire hydrant markers (Repealed)
	675 IAC 22-2.1-57 Section 10.301(e); timing of installation (Repealed)
	675 IAC 22-2.1-58 Section 10.301(f); approval and testing (Repealed)
	675 IAC 22-2.1-59 Section 10.302(a); maintenance; general (Repealed)
	675 IAC 22-2.1-60 Section 10.302(b); systems in high-rise buildings (Repealed)
	675 IAC 22-2.1-61 Section 10.302(c); smoke-control systems (Repealed)
	675 IAC 22-2.1-62 Section 10.303; portable fire extinguishers (Repealed)
	675 IAC 22-2.1-63 Section 10.304; fire protection in recreational vehicle and mobile home parks (Repealed)
	675 IAC 22-2.1-64 Section 10.305(b); approvals (Repealed)
	675 IAC 22-2.1-65 Section 10.305(d); installation of fixed fire protection systems; standards (Repealed)
	675 IAC 22-2.1-66 Section 10.306; automatic fire-extinguishing systems (Repealed)
	675 IAC 22-2.1-67 Section 10.307; sprinkler system supervision alarms (Repealed)
	675 IAC 22-2.1-68 Section 10.308; permissible sprinkler omissions (Repealed)
	675 IAC 22-2.1-69 Section 10.309; standpipes (Repealed)
	675 IAC 22-2.1-70 Section 10.310; buildings under construction (Repealed)
	675 IAC 22-2.1-71 Section 10.311; basement pipe inlets (Repealed)
	675 IAC 22-2.1-72 Section 10.312; ventilating hood and duct systems (Repealed)
	675 IAC 22-2.1-73 Section 10.313; fire-extinguishing equipment for protection of kitchen grease hoods and ducts ( Repealed)
	675 IAC 22-2.1-74 Section 10.402(c); identification (Repealed)
	675 IAC 22-2.1-75 Section 11.101(a); bonfires and outdoor rubbish fires (Repealed)
	675 IAC 22-2.1-76 Section 11.105(e); types and construction of incinerators (Repealed)
	675 IAC 22-2.1-77 Section 11.112; hours of burning (Repealed)
	675 IAC 22-2.1-78 Section 11.113; burning on public property (Repealed)
	675 IAC 22-2.1-79 Section 11.114; offensive smoke and odors (Repealed)
	675 IAC 22-2.1-80 Section 11.115; attendant for fire (Repealed)
	675 IAC 22-2.1-80.1 Section 11.201(b); containers and removal (Repealed)
	675 IAC 22-2.1-81 Section 11.202; handling of readily combustible materials (Repealed)
	675 IAC 22-2.1-82 Section 11.203(a); storage of readily combustible materials (Repealed)
	675 IAC 22-2.1-83 Section 11.204; flammable decorative materials (Repealed)
	675 IAC 22-2.1-84 Section 11.208; parade floats (Repealed)
	675 IAC 22-2.1-85 Section 11.404(a); heating appliances (Repealed)
	675 IAC 22-2.1-86 Section 11.410; open-flame devices in marinas (Repealed)
	675 IAC 22-2.1-87 Section 12.101; maintenance of exits; scope (Repealed)
	675 IAC 22-2.1-88 Section 12.104(b); doors; locking devices (Repealed)
	675 IAC 22-2.1-89 Section 12.106(d); stairways and ramps; stairway identification (Repealed)
	675 IAC 22-2.1-90 Section 12.108(a); exit signs; general (Repealed)
	675 IAC 22-2.1-91 Section 12.108(c); exit signs; graphics (Repealed)
	675 IAC 22-2.1-92 Section 12.108(e); exit signs; maintenance (Repealed)
	675 IAC 22-2.1-93 Section 12.110; fire escapes (Repealed)
	675 IAC 22-2.1-94 Section 12.111; emergency signs for “R” occupancies (Repealed)
	675 IAC 22-2.1-95 Section 12.202; permits (Repealed)
	675 IAC 22-2.1-96 Section 13.102; smoking (Repealed)
	675 IAC 22-2.1-97 Section 13.103; “no smoking” signs (Repealed)
	675 IAC 22-2.1-98 Article 14; fire alarm systems (Repealed)
	675 IAC 22-2.1-99 Section 14.101; scope (Repealed)
	675 IAC 22-2.1-100 Section 14.102; definitions (Repealed)
	675 IAC 22-2.1-101 Section 14.103; general requirements (Repealed)
	675 IAC 22-2.1-102 Section 14.104; special provisions (Repealed)
	675 IAC 22-2.1-103 Section 14.105; maintenance (Repealed)
	675 IAC 22-2.1-104 Section 14.106; automatic telephone dialing devices (Repealed)
	675 IAC 22-2.1-105 Section 14.107; false alarms (Repealed)
	675 IAC 22-2.1-106 Section 24.102; permits (Repealed)
	675 IAC 22-2.1-107 Section 24.105; application of flammable or combustible liquid finishes (Repealed)
	675 IAC 22-2.1-108 Section 24.107; drip pans (Repealed)
	675 IAC 22-2.1-109 Section 24.108; open flame (Repealed)
	675 IAC 22-2.1-110 Section 24.112; combustible storage (Repealed)
	675 IAC 22-2.1-111 Section 24.121; regulations not covered (Repealed)
	675 IAC 22-2.1-112 Section 24.201(a); construction of aircraft refuelers (Repealed)
	675 IAC 22-2.1-113 Section 24.305; federal aviation approval (Repealed)
	675 IAC 22-2.1-114 Section 25.101; permits (Repealed)
	675 IAC 22-2.1-115 Section 25.102(b); places of assembly; communication (Repealed)
	675 IAC 22-2.1-116 Section 25.103; decorative material (Repealed)
	675 IAC 22-2.1-117 Section 25.106(b); Group A, Divisions 2, 2.1 and 3 Occupancies (Repealed)
	675 IAC 22-2.1-118 Section 25.106(b); Group A, Divisions 2, 2.1 and 3 Occupancies (Repealed)
	675 IAC 22-2.1-118.1 Section 25.107; aisles (Repealed)
	675 IAC 22-2.1-118.2 Section 25.108; seat spacing (Repealed)
	675 IAC 22-2.1-119 Section 25.112; plan of exit ways and aisles; announcements (Repealed)
	675 IAC 22-2.1-120 Section 25.114(b); determination of occupant load (Repealed)
	675 IAC 22-2.1-121 Section 25.116(a); permits (Repealed)
	675 IAC 22-2.1-121.1 Article 25, Division II; reviewing stands, grandstands and bleachers (Repealed)
	675 IAC 22-2.1-121.2 Article 25, Division III; folding and telescoping seating (Repealed)
	675 IAC 22-2.1-122 Article 25, Division IV; securing of chairs (Repealed)
	675 IAC 22-2.1-123 Section 25.401; carnivals and fairs; scope (Repealed)
	675 IAC 22-2.1-124 Section 25.402; grounds (Repealed)
	675 IAC 22-2.1-125 Section 25.403; concession stands (Repealed)
	675 IAC 22-2.1-126 Section 25.404; internal combustion power sources (Repealed)
	675 IAC 22-2.1-127 Section 25.405; flammable liquids and gases (Repealed)
	675 IAC 22-2.1-128 Section 25.406; inspection required (Repealed)
	675 IAC 22-2.1-129 Article 25, Division V; haunted houses and similar temporary installations (Repealed)
	675 IAC 22-2.1-130 Article 25, Division VI; liquid or gas fueled equipment in assembly buildings (Repealed)
	675 IAC 22-2.1-131 Section 25.601; temporary display (Repealed)
	675 IAC 22-2.1-132 Section 25.602; competition or demonstrations (Repealed)
	675 IAC 22-2.1-133 Section 26.102; permits (Repealed)
	675 IAC 22-2.1-134 Section 27.102; permits (Repealed)
	675 IAC 22-2.1-135 Section 27.104; storage and handling (Repealed)
	675 IAC 22-2.1-136 Section 28.102; permits (Repealed)
	675 IAC 22-2.1-137 Section 28.105; storage of agricultural products (Repealed)
	675 IAC 22-2.1-138 Section 28.106; dust-collecting systems (Repealed)
	675 IAC 22-2.1-139 Section 29.102; permits (Repealed)
	675 IAC 22-2.1-140 Section 29.103(a); cleaning with Class I or II liquids (Repealed)
	675 IAC 22-2.1-141 Section 30.101; permits (Repealed)
	675 IAC 22-2.1-142 Section 30.102(a); open yard storage (Repealed)
	675 IAC 22-2.1-143 Section 30.102(d); open yard storage (Repealed)
	675 IAC 22-2.1-144 Section 30.103(a); operational fire hazards in lumber yards (Repealed)
	675 IAC 22-2.1-145 Section 30.104(a); fire extinguishing appliances in open yards and buildings (Repealed)
	675 IAC 22-2.1-146 Section 31.102; permits (Repealed)
	675 IAC 22-2.1-147 Section 31.105; ventilation (Repealed)
	675 IAC 22-2.1-147.1 Section 32.102; definitions; temporary membrane structure (Repealed)
	675 IAC 22-2.1-147.2 Section 32.102; definitions; temporary (Repealed)
	675 IAC 22-2.1-148 Section 32.103; permits (Repealed)
	675 IAC 22-2.1-148.1 Section 32.104; use period (Repealed)
	675 IAC 22-2.1-149 Table No. 32.105; location, access and parking (Repealed)
	675 IAC 22-2.1-150 Section 32.106; structural stability (Repealed)
	675 IAC 22-2.1-151 Section 32.108; smoking and open flames (Repealed)
	675 IAC 22-2.1-152 Section 32.109; portable fire extinguishers and other fire protection appliances (Repealed)
	675 IAC 22-2.1-153 Section 32.110; standby personnel (Repealed)
	675 IAC 22-2.1-154 Section 32.111(e); exits; aisles (Repealed)
	675 IAC 22-2.1-155 Section 32.117(a); heating and cooking equipment; general (Repealed)
	675 IAC 22-2.1-156 Section 32.119; housekeeping (Repealed)
	675 IAC 22-2.1-157 Section 33.102; permits (Repealed)
	675 IAC 22-2.1-158 Section 33.104; storage and handling (Repealed)
	675 IAC 22-2.1-159 Section 34.102; permits (Repealed)
	675 IAC 22-2.1-160 Section 34.104; burning operations (Repealed)
	675 IAC 22-2.1-161 Section 34.108; storage of flammable and combustible liquids (Repealed)
	675 IAC 22-2.1-162 Section 35.103; permits (Repealed)
	675 IAC 22-2.1-163 Section 35.104; fueled equipment (Repealed)
	675 IAC 22-2.1-164 Section 35.104(d); flammable liquids or gas (Repealed)
	675 IAC 22-2.1-165 Section 36.102; permits (Repealed)
	675 IAC 22-2.1-166 Article 37; educational and institutional fire drills (Repealed)
	675 IAC 22-2.1-167 Section 37.101; general (Repealed)
	675 IAC 22-2.1-168 Section 37.102; frequency (Repealed)
	675 IAC 22-2.1-169 Section 37.103; records (Repealed)
	675 IAC 22-2.1-170 Section 37.104; evacuation (Repealed)
	675 IAC 22-2.1-171 Section 37.105; notification (Repealed)
	675 IAC 22-2.1-172 Section 45.102; permits (Repealed)
	675 IAC 22-2.1-173 Section 45.103; smoking prohibited (Repealed)
	675 IAC 22-2.1-174 Section 45.104; welding warning signs (Repealed)
	675 IAC 22-2.1-175 Section 45.203; spray booths; separation (Repealed)
	675 IAC 22-2.1-176 Section 45.207; limited spraying areas (Repealed)
	675 IAC 22-2.1-177 Section 45.211(d); drying apparatus (Repealed)
	675 IAC 22-2.1-178 Section 45.304; storage and handling of flammable or combustible liquids (Repealed)
	675 IAC 22-2.1-179 Section 45.306; operating and maintenance (Repealed)
	675 IAC 22-2.1-180 Section 45.401; equipment type and location (Repealed)
	675 IAC 22-2.1-181 Section 45.405; ventilation (Repealed)
	675 IAC 22-2.1-182 Section 45.501(a); operations included (Repealed)
	675 IAC 22-2.1-183 Section 45.707; personnel qualifications (Repealed)
	675 IAC 22-2.1-184 Section 46.102; permits (Repealed)
	675 IAC 22-2.1-185 Section 46.103(a); use of ethylene (Repealed)
	675 IAC 22-2.1-186 Section 46.103(c); use of ethylene (Repealed)
	675 IAC 22-2.1-187 Section 47.102; permits (Repealed)
	675 IAC 22-2.1-188 Section 47.104; notification of fumigation (Repealed)
	675 IAC 22-2.1-189 Section 47.105; breathing apparatus required (Repealed)
	675 IAC 22-2.1-190 Section 47.111; warehouse fumigations (Repealed)
	675 IAC 22-2.1-191 Section 48.102; permits (Repealed)
	675 IAC 22-2.1-192 Section 49.101(c); general requirements (Repealed)
	675 IAC 22-2.1-193 Section 49.109(c); storage of calcium carbide in buildings (Repealed)
	675 IAC 22-2.1-194 Section 50.103; permits (Repealed)
	675 IAC 22-2.1-195 Section 51.102; definitions (Repealed)
	675 IAC 22-2.1-196 Section 51.103; permits (Repealed)
	675 IAC 22-2.1-197 Section 51.105; fabrication area; ventilation controls (Repealed)
	675 IAC 22-2.1-198 Section 51.109; handling of hazardous production materials within service corridors (Repealed)
	675 IAC 22-2.1-199 Section 51.110(b); storage of hazardous production materials within buildings (Repealed)
	675 IAC 22-2.1-200 Section 51.111(a); emergency plan (Repealed)
	675 IAC 22-2.1-201 Section 61.106(c); portable unvented oil-burning heating appliances (Repealed)
	675 IAC 22-2.1-202 Section 62.102; permits and plans required (Repealed)
	675 IAC 22-2.1-203 Section 63.101; scope (Repealed)
	675 IAC 22-2.1-204 Section 63.102; classifications (Repealed)
	675 IAC 22-2.1-205 Section 63.103; permits (Repealed)
	675 IAC 22-2.1-206 Section 63.106; instructions (Repealed)
	675 IAC 22-2.1-207 Section 63.107; emergency signs and labels (Repealed)
	675 IAC 22-2.1-208 Section 63.108; diffusion system (Repealed)
	675 IAC 22-2.1-209 Section 74.103; permits (Repealed)
	675 IAC 22-2.1-210 Section 74.104; storage containers (Repealed)
	675 IAC 22-2.1-211 Section 74.105; cylinder systems for compressed gases (Repealed)
	675 IAC 22-2.1-212 Section 74.107; storage and use of cylinders; general (Repealed)
	675 IAC 22-2.1-213 Section 74.109; operations and maintenance (Repealed)
	675 IAC 22-2.1-214 Article 74, Division II; medical (Repealed)
	675 IAC 22-2.1-215 Section 74.201; general (Repealed)
	675 IAC 22-2.1-216 Section 75.103; permits (Repealed)
	675 IAC 22-2.1-217 Section 75.104; approval of containers, equipment, and devices (Repealed)
	675 IAC 22-2.1-218 Section 75.105(b); electrical equipment (Repealed)
	675 IAC 22-2.1-219 Section 75.107; warning labels (Repealed)
	675 IAC 22-2.1-220 Section 75.108; dispensing areas (Repealed)
	675 IAC 22-2.1-221 Section 75.201; container design, construction and testing (Repealed)
	675 IAC 22-2.1-222 Section 75.205; nameplate (Repealed)
	675 IAC 22-2.1-223 Section 75.302; drainage for aboveground containers (Repealed)
	675 IAC 22-2.1-224 Section 75.601; containers, tanks and vessels (Repealed)
	675 IAC 22-2.1-225 Section 75.602; vehicles (Repealed)
	675 IAC 22-2.1-226 Section 76.102; permits (Repealed)
	675 IAC 22-2.1-227 Section 76.103; grounding (Repealed)
	675 IAC 22-2.1-228 Section 77.104; permits (Repealed)
	675 IAC 22-2.1-229 Section 77.105; insurance (Repealed)
	675 IAC 22-2.1-230 Section 77.106; general requirements (Repealed)
	675 IAC 22-2.1-231 Section 77.201; storage of explosives (Repealed)
	675 IAC 22-2.1-232 Table No. 77.201-A (Repealed)
	675 IAC 22-2.1-233 Table No. 77.201-B (Repealed)
	675 IAC 22-2.1-234 Section 77.202; magazines (Repealed)
	675 IAC 22-2.1-235 Section 77.203; gunpowder (Repealed)
	675 IAC 22-2.1-236 Section 77.204; Class II magazines (Repealed)
	675 IAC 22-2.1-237 Section 77.301; use and handling of explosives (Repealed)
	675 IAC 22-2.1-238 Section 77.302; transportation of explosives (Repealed)
	675 IAC 22-2.1-239 Section 77.303; explosives and blasting agents at terminals (Repealed)
	675 IAC 22-2.1-240 Section 77.304; blasting agents; general (Repealed)
	675 IAC 22-2.1-241 Section 77.305; mixing blasting agents (Repealed)
	675 IAC 22-2.1-242 Section 77.306; transportation of blasting caps (Repealed)
	675 IAC 22-2.1-243 Section 77.307; seizure of explosives and blasting agents (Repealed)
	675 IAC 22-2.1-244 Section 77.401; manufacturing, assembling, and testing (Repealed)
	675 IAC 22-2.1-245 Section 77.409; location of explosive detonations for testing (Repealed)
	675 IAC 22-2.1-246 Section 77.410(a); disposal of waste explosives and fireworks (Repealed)
	675 IAC 22-2.1-247 Article 77, Division V; alternative criteria for explosive laboratory operations (Repealed)
	675 IAC 22-2.1-248 Section 78.102; permits for manufacture, sale and discharge (Repealed)
	675 IAC 22-2.1-249 Section 78.103; bond for fireworks display required (Repealed)
	675 IAC 22-2.1-250 Section 78.106; seizure of fireworks (Repealed)
	675 IAC 22-2.1-251 Section 78.107; public display of fireworks (Repealed)
	675 IAC 22-2.1-252 Section 79.101; scope; general (Repealed)
	675 IAC 22-2.1-253 Section 79.102(b); definitions (Repealed)
	675 IAC 22-2.1-254 Section 79.103; permits (Repealed)
	675 IAC 22-2.1-255 Section 79.104; portable tanks, containers and equipment (Repealed)
	675 IAC 22-2.1-256 Section 79.105(c); atmospheric tanks (Repealed)
	675 IAC 22-2.1-257 Section 79.105(d); low-pressure tanks (Repealed)
	675 IAC 22-2.1-258 Section 79.105(e); pressure vessels (Repealed)
	675 IAC 22-2.1-259 Section 79.105(f); design and construction of tanks; materials (Repealed)
	675 IAC 22-2.1-260 Section 79.108; warning signs (Repealed)
	675 IAC 22-2.1-261 Section 79.115; abandonment and status of tanks (Repealed)
	675 IAC 22-2.1-262 Section 79.201(e); quantities allowed within specified buildings (Repealed)
	675 IAC 22-2.1-263 Section 79.202; inside liquid storage room (Repealed)
	675 IAC 22-2.1-264 Section 79.203; liquid storage rooms (Repealed)
	675 IAC 22-2.1-265 Section 79.204; liquid storage warehouses (Repealed)
	675 IAC 22-2.1-266 Section 79.301; stationary tank storage inside buildings (Repealed)
	675 IAC 22-2.1-267 Section 79.302(a); tank connections; normal venting; general (Repealed)
	675 IAC 22-2.1-268 Sections 79.401 and 79.402; container and portable tank storage outside buildings (Repealed)
	675 IAC 22-2.1-269 Section 79.501; restricted locations (Repealed)
	675 IAC 22-2.1-270 Section 79.503(g); use of open space on adjacent property (Repealed)
	675 IAC 22-2.1-271 Section 79.505; supports, foundations and anchorage (Repealed)
	675 IAC 22-2.1-272 Section 79.507; drainage dikes and walls for aboveground tanks (Repealed)
	675 IAC 22-2.1-273 Section 79.509; tank connections (Repealed)
	675 IAC 22-2.1-274 Section 79.510; fire protection (Repealed)
	675 IAC 22-2.1-275 Section 79.601(c); anchorage (Repealed)
	675 IAC 22-2.1-276 Section 79.603; corrosion protection (Repealed)
	675 IAC 22-2.1-277 Section 79.604; tank connections (Repealed)
	675 IAC 22-2.1-278 Section 79.605; testing (Repealed)
	675 IAC 22-2.1-279 Section 79.701(a); materials and design; general (Repealed)
	675 IAC 22-2.1-280 Section 79.705; swing joints (Repealed)
	675 IAC 22-2.1-281 Section 79.708; testing (Repealed)
	675 IAC 22-2.1-282 Section 79.802(a); inside operations; general (Repealed)
	675 IAC 22-2.1-283 Section 79.804; design and construction of inside use, dispensing and mixing (Repealed)
	675 IAC 22-2.1-284 Section 79.807(c); loading and unloading facilities; fire protection (Repealed)
	675 IAC 22-2.1-285 Section 79.902; storage; general provisions (Repealed)
	675 IAC 22-2.1-286 Section 79.903; dispensing services (Repealed)
	675 IAC 22-2.1-287 Section 79.904; pressure delivery service stations (Repealed)
	675 IAC 22-2.1-288 Section 79.905; electrical equipment (Repealed)
	675 IAC 22-2.1-289 Section 79.910; marine service stations (Repealed)
	675 IAC 22-2.1-290 Section 79.911(d); fire protection; hose stations (Repealed)
	675 IAC 22-2.1-291 Section 79.912; vapor recovery (Repealed)
	675 IAC 22-2.1-292 Section 79.1002; permits (Repealed)
	675 IAC 22-2.1-293 Section 79.1006; individual containers of 60 gallon or less capacity each (Repealed)
	675 IAC 22-2.1-294 Section 79.1102; permits (Repealed)
	675 IAC 22-2.1-295 Section 79.1104(c); waste control; clearing around walls and tanks (Repealed)
	675 IAC 22-2.1-296 Section 79.1106; prevention of blowouts (Repealed)
	675 IAC 22-2.1-297 Section 79.1108; soundproofing material (Repealed)
	675 IAC 22-2.1-298 Section 79.1201; permits (Repealed)
	675 IAC 22-2.1-299 Section 79.1202; tank vehicle construction (Repealed)
	675 IAC 22-2.1-300 Section 79.1203(a); full trailers and semitrailers; attachments (Repealed)
	675 IAC 22-2.1-301 Section 79.1204(j); operation of tank vehicles; liquid temperature (Repealed)
	675 IAC 22-2.1-302 Section 79.1306; separation of unstable liquids (Repealed)
	675 IAC 22-2.1-303 Section 79.1312(d); fire protection; special extinguishing equipment (Repealed)
	675 IAC 22-2.1-304 Section 79.1403(a); ventilation; general (Repealed)
	675 IAC 22-2.1-305 Section 79.1408; ignition sources (Repealed)
	675 IAC 22-2.1-306 Section 79.1503(b); location of processing vessel; interior location (Repealed)
	675 IAC 22-2.1-307 Section 79.1505(a); ventilation; general (Repealed)
	675 IAC 22-2.1-308 Section 79.1508(c); piping valves and fittings; identification (Repealed)
	675 IAC 22-2.1-309 Section 79.1602; locations (Repealed)
	675 IAC 22-2.1-310 Section 79.1605; pressure vessels (Repealed)
	675 IAC 22-2.1-311 Division XVII; transportation pipelines (Repealed)
	675 IAC 22-2.1-312 Section 79.1803; permits (Repealed)
	675 IAC 22-2.1-313 Section 79.1804(a); solvents; changes in class (Repealed)
	675 IAC 22-2.1-314 Section 79.1806(a); occupancy requirements; general (Repealed)
	675 IAC 22-2.1-315 Section 79.1810(f); solvent containers, tanks transferring equipment; treatment tanks (Repealed)
	675 IAC 22-2.1-316 Section 79.1813; drying tumblers and cabinets (Repealed)
	675 IAC 22-2.1-317 Section 80.101; scope (Repealed)
	675 IAC 22-2.1-318 Section 80.102; definitions (Repealed)
	675 IAC 22-2.1-319 Section 80.103; permits (Repealed)
	675 IAC 22-2.1-320 Section 80.104; general requirements (Repealed)
	675 IAC 22-2.1-321 Section 80.105; construction requirements (Repealed)
	675 IAC 22-2.1-322 Section 80.107; facility closure plans (Repealed)
	675 IAC 22-2.1-323 Section 80.108; out-of-service facilities (Repealed)
	675 IAC 22-2.1-324 Section 80.109; reactive and unstable materials (Repealed)
	675 IAC 22-2.1-325 Article 80, Division II; classification by hazard (Repealed)
	675 IAC 22-2.1-326 Section 80.301; storage requirements (Repealed)
	675 IAC 22-2.1-327 Section 80.303; compressed gases (Repealed)
	675 IAC 22-2.1-328 Section 80.305(a); flammable solids; indoor storage; exempt amounts (Repealed)
	675 IAC 22-2.1-329 Section 80.306(a); liquid and solid oxidizers; indoor storage; exempt amounts (Repealed)
	675 IAC 22-2.1-330 Section 80.307(a); organic peroxides; indoor storage; exempt amounts (Repealed)
	675 IAC 22-2.1-331 Section 80.308(a); pyrophoric materials; indoor storage; exempt amounts (Repealed)
	675 IAC 22-2.1-332 Section 80.309(a); unstable (reactive) materials; indoor storage; exempt amounts (Repealed)
	675 IAC 22-2.1-333 Section 80.310(a); water-reactive materials; indoor storage (Repealed)
	675 IAC 22-2.1-334 Section 80.312; highly toxic solids and liquids (Repealed)
	675 IAC 22-2.1-335 Section 80.313; radioactive materials (Repealed)
	675 IAC 22-2.1-336 Section 80.314; corrosives (Repealed)
	675 IAC 22-2.1-337 Section 80.315; other health hazard solids, liquids and gases (Repealed)
	675 IAC 22-2.1-338 Section 80.401; general (Repealed)
	675 IAC 22-2.1-339 Section 80.402; dispensing and use; exempt amounts (Repealed)
	675 IAC 22-2.1-340 Section 80.403; handling (Repealed)
	675 IAC 22-2.1-341 Table No. 80.402-A (Repealed)
	675 IAC 22-2.1-342 Table No. 80.402-B (Repealed)
	675 IAC 22-2.1-343 Section 81.102; definitions (Repealed)
	675 IAC 22-2.1-344 Section 81.103; permits (Repealed)
	675 IAC 22-2.1-345 Section 81.104; classification of contents (Repealed)
	675 IAC 22-2.1-346 Section 81.105; fire protection (Repealed)
	675 IAC 22-2.1-347 Table No. 81.105; requirements for fire protection (Repealed)
	675 IAC 22-2.1-348 Section 81.106; automatic fire extinguishing systems (Repealed)
	675 IAC 22-2.1-349 Section 81.108; aisles (Repealed)
	675 IAC 22-2.1-350 Subsection 81.109(b); access to building; access doors (Repealed)
	675 IAC 22-2.1-351 Section 81.110; small hose connections (Repealed)
	675 IAC 22-2.1-352 Section 81.111; high-rack storage systems (Repealed)
	675 IAC 22-2.1-353 Section 82.101; scope (Repealed)
	675 IAC 22-2.1-354 Section 82.102; permits and reports of installations (Repealed)
	675 IAC 22-2.1-355 Section 82.103; installation of equipment (Repealed)
	675 IAC 22-2.1-356 Section 82.104; location of containers (Repealed)
	675 IAC 22-2.1-357 Subsection 82.106(d); dispensing and overfilling; dispensing location (Repealed)
	675 IAC 22-2.1-358 Section 82.108; smoking and other sources of ignition (Repealed)
	675 IAC 22-2.1-359 Section 82.111; fire protection (Repealed)
	675 IAC 22-2.1-360 Section 82.112; storage of portable containers awaiting resale (Repealed)
	675 IAC 22-2.1-361 Subsection 82.113(b); containers not in service; permanently out of service (Repealed)
	675 IAC 22-2.1-362 Section 82.114; parking and garaging (Repealed)
	675 IAC 22-2.1-363 Sections 83.101; permits (Repealed)
	675 IAC 22-2.1-364 Section 83.105; storage by retailers (Repealed)
	675 IAC 22-2.1-365 Section 84.101; scope (Repealed)
	675 IAC 22-2.1-366 Subsection 85.103(c); use of temporary wiring; attachment to structures (Repealed)
	675 IAC 22-2.1-366.1 Section 85.108; access (Repealed)
	675 IAC 22-2.1-367 Section 85.109; nonapproved appliances (Repealed)
	675 IAC 22-2.1-368 Article 86; pesticides-storage (Repealed)
	675 IAC 22-2.1-369 Section 87.102; approval (Repealed)
	675 IAC 22-2.1-370 Section 87.103; fire safety during construction (Repealed)
	675 IAC 22-2.1-370.1 Section 88.101; purpose, scope (Repealed)
	675 IAC 22-2.1-370.2 Section 88.102; definitions (Repealed)
	675 IAC 22-2.1-370.3 Section 88.103; fire safety requirements (Repealed)
	675 IAC 22-2.1-371 Appendix I-A; emergency escape plan (Repealed)
	675 IAC 22-2.1-372 Appendix I-B; emergency information (Repealed)
	675 IAC 22-2.1-373 Appendix I-C; stairway identification (Repealed)
	675 IAC 22-2.1-374 Division II; environmental hazard controls (Repealed)
	675 IAC 22-2.1-375 Division III; fire protection (Repealed)
	675 IAC 22-2.1-376 Division IV; flammable floor coverings (Repealed)
	675 IAC 22-2.1-377 Division V; standards (Repealed)
	675 IAC 22-2.1-378 Division VI-A; hazardous materials classifications; intent (Repealed)
	675 IAC 22-2.1-379 Appendix VI-A, subsection 2(a)2(iii); corrosive (Repealed)
	675 IAC 22-2.1-380 Appendix VI-A, subsection 2(a)2(iv); highly toxic (Repealed)
	675 IAC 22-2.1-381 Appendix VI-A, subsection 2(a)2(v); toxic (Repealed)
	675 IAC 22-2.1-382 Appendix VI- A; oxidizers; organic peroxides; unstable (reactive) material; water-reactive materials ( Repealed)
	675 IAC 22-2.1-383 Appendix VI-A, subsection 2(a)10(iii); corrosive (Repealed)
	675 IAC 22-2.1-384 Appendix VI-A, subsection 2(a)10(v); highly toxic (Repealed)
	675 IAC 22-2.1-385 Appendix VI-A, subsection 2(b); health hazards (Repealed)
	675 IAC 22-2.1-386 Appendix VI-A, section 3; evaluation of hazards (Repealed)
	675 IAC 22-2.1-387 Appendix VI-A, section 4; reference publications; general (Repealed)
	675 IAC 22-2.1-388 Appendix VI-B; emergency relief venting for fire exposure for aboveground tanks (Repealed)
	675 IAC 22-2.1-389 Appendix VI-C; model citation program (Repealed)
	675 IAC 22-2.1-390 Appendix VI-D; reference tables from 675 IAC 13, the Indiana building code (Repealed)
	675 IAC 22-2.1-391 Appendix VI-D; Table No. 5-B; required separation in buildings of mixed occupancy (Repealed)
	675 IAC 22-2.1-392 Appendix VI-D; Table No. 5-C; basic allowable floor area for buildings one (1) story in height ( Repealed)
	675 IAC 22-2.1-393 Appendix VI-D; Table No. 5-D; maximum height of buildings (Repealed)
	675 IAC 22-2.1-394 Appendix VI-D; Table No. 17-A; types of construction; fire-resistive construction (Repealed)
	675 IAC 22-2.1-395 Appendix VI-D; Table No. 33-A; minimum egress and access requirements (Repealed)

	Rule 2.2. 1998 Indiana Fire Code
	675 IAC 22-2.2-1 Adoption by reference (Repealed)
	675 IAC 22-2.2-2 Section 101.1; title; availability (Repealed)
	675 IAC 22-2.2-3 NFPA 10; standard for portable fire extinguishers (Repealed)
	675 IAC 22-2.2-4 NFPA 15; standard for water spray fixed systems for fire protection (Repealed)
	675 IAC 22-2.2-5 NFPA 25; standard for the inspection, testing, and maintenance of water-based fire protection systems ( Repealed)
	675 IAC 22-2.2-6 NFPA 33; standard for spray application using flammable and combustible materials (Repealed)
	675 IAC 22-2.2-7 NFPA 34; dipping and coating processes using flammable or combustible liquids (Repealed)
	675 IAC 22-2.2-8 NFPA 50; standard for bulk oxygen systems at consumer sites (Repealed)
	675 IAC 22-2.2-9 NFPA 50B; standard for liquefied hydrogen systems at consumer sites (Repealed)
	675 IAC 22-2.2-10 NFPA 51; oxygen-fuel gas system for welding, cutting, and allied processes (Repealed)
	675 IAC 22-2.2-11 NFPA 51A; standard for acetylene cylinder charging plants
	675 IAC 22-2.2-12 NFPA 51B; standard for fire prevention in use of cutting and welding processes (Repealed)
	675 IAC 22-2.2-13 NFPA 52; standard for compressed natural gas (CNG) vehicular fuel systems (Repealed)
	675 IAC 22-2.2-14 NFPA 58; standard for the storage and handling of liquefied petroleum gases
	675 IAC 22-2.2-15 NFPA 59; standard for storage and handling of liquefied petroleum gases at utility gas plants ( Repealed)
	675 IAC 22-2.2-16 NFPA 59A; standard for production, storage, and handling of liquefied natural gas (LNG) ( Repealed)
	675 IAC 22-2.2-17 NFPA 72; national fire alarm code (Repealed)
	675 IAC 22-2.2-18 NFPA 86; standard for ovens and furnaces (Repealed)
	675 IAC 22-2.2-19 NFPA 231; standard for general storage (Repealed)
	675 IAC 22-2.2-20 NFPA 231C; standard for rack storage of materials (Repealed)
	675 IAC 22-2.2-21 NFPA 385; standard for tank vehicles for flammable and combustible liquids (Repealed)
	675 IAC 22-2.2-22 NFPA 386; standard for portable shipping tanks for flammable and combustible liquids
	675 IAC 22-2.2-23 NFPA 407; standard for aircraft fuel servicing (Repealed)
	675 IAC 22-2.2-24 NFPA 704; standard system for the identification of the fire hazards of materials for emergency response ( Repealed)
	675 IAC 22-2.2-25 NFPA 1123; code for public display of fireworks (Repealed)
	675 IAC 22-2.2-26 NFPA 1126; use of pyrotechnics before a proximate audience
	675 IAC 22-2.2-27 (Reserved)
	675 IAC 22-2.2-28 Section 101.2; scope (Repealed)
	675 IAC 22-2.2-29 Section 101.3; subjects not specifically regulated by this code (Repealed)
	675 IAC 22-2.2-30 Section 101.4; supplemental rules and regulations (Repealed)
	675 IAC 22-2.2-31 Section 101.5; liability (Repealed)
	675 IAC 22-2.2-32 Section 101.9; amendments (Repealed)
	675 IAC 22-2.2-33 Section 102.1; existing conditions (Repealed)
	675 IAC 22-2.2-34 Section 103.1.1; technical assistance (Repealed)
	675 IAC 22-2.2-35 Section 103.1.2; alternate materials and methods (Repealed)
	675 IAC 22-2.2-36 Section 103.1.3; practical difficulties (Repealed)
	675 IAC 22-2.2-37 Section 103.1.4; appeals (Repealed)
	675 IAC 22-2.2-38 Section 103.1.5; appendix (Repealed)
	675 IAC 22-2.2-39 Section 103.2.1.1; general (Repealed)
	675 IAC 22-2.2-40 Section 103.2.1.2; fire prevention bureau personnel and police (Repealed)
	675 IAC 22-2.2-41 Section 103.2.2; organization of the fire prevention bureau (Repealed)
	675 IAC 22-2.2-42 Section 103.3; inspection (Repealed)
	675 IAC 22-2.2-43 Section 103.4; enforcement (Repealed)
	675 IAC 22-2.2-44 Section 104.2; investigation (Repealed)
	675 IAC 22-2.2-45 Section 104.3; records and reports (Repealed)
	675 IAC 22-2.2-46 Section 105; permits (Repealed)
	675 IAC 22-2.2-47 Section 202-A; definitions “A” (Repealed)
	675 IAC 22-2.2-48 Section 203-B; definitions “B” (Repealed)
	675 IAC 22-2.2-49 Section 204-C; definitions “C” (Repealed)
	675 IAC 22-2.2-49.5 Definitions “C” (Repealed)
	675 IAC 22-2.2-50 Section 206-E; definitions “E” (Repealed)
	675 IAC 22-2.2-51 Section 207-F; definitions “F” (Repealed)
	675 IAC 22-2.2-52 Section 209-H; definitions “H” (Repealed)
	675 IAC 22-2.2-53 Section 210-I; definitions “I” (Repealed)
	675 IAC 22-2.2-54 Section 214-M; definitions “M” (Repealed)
	675 IAC 22-2.2-55 Section 216.O; definitions “O” (Repealed)
	675 IAC 22-2.2-56 Section 217-P; definitions “P” (Repealed)
	675 IAC 22-2.2-57 Section 218-Q; definitions “Q” (Repealed)
	675 IAC 22-2.2-58 Section 220-S; definitions “S” (Repealed)
	675 IAC 22-2.2-59 Section 221-T; definitions “T” (Repealed)
	675 IAC 22-2.2-60 Section 222-U; definitions “U” (Repealed)
	675 IAC 22-2.2-61 Section 224-W; definitions “W” (Repealed)
	675 IAC 22-2.2-62 Section 227-Z; definitions “Z” (Repealed)
	675 IAC 22-2.2-63 Section 901.2.1; permits (Repealed)
	675 IAC 22-2.2-64 Section 901.2.2.1; fire apparatus access (Repealed)
	675 IAC 22-2.2-65 Section 901.2.2.2; fire hydrant systems (Repealed)
	675 IAC 22-2.2-66 Section 901.3; timing of installation (Repealed)
	675 IAC 22-2.2-67 Section 901.4.2; fire apparatus access roads (Repealed)
	675 IAC 22-2.2-68 Section 901.4.3; fire protection equipment and fire hydrants (Repealed)
	675 IAC 22-2.2-69 Section 901.4.4; premises identification (Repealed)
	675 IAC 22-2.2-70 Section 901.4.5; street or road signs (Repealed)
	675 IAC 22-2.2-71 Section 901.6; fire protection in recreational vehicles, mobile home and manufactured housing parks, sales lots, and storage lots ( Repealed)
	675 IAC 22-2.2-72 Section 902.2.1; required access (Repealed)
	675 IAC 22-2.2-73 Section 902.2.2.1; dimensions (Repealed)
	675 IAC 22-2.2-74 Section 902.2.2.2; surface (Repealed)
	675 IAC 22-2.2-75 Section 902.2.2.3; turning radius (Repealed)
	675 IAC 22-2.2-76 Section 902.2.2.4; dead ends (Repealed)
	675 IAC 22-2.2-77 Section 902.2.2.5; bridges (Repealed)
	675 IAC 22-2.2-78 Section 902.2.2.6; grade (Repealed)
	675 IAC 22-2.2-79 Section 902.2.4.1; obstruction and control of fire apparatus access, general (Repealed)
	675 IAC 22-2.2-80 Section 902.2.4.2; closure of accessways (Repealed)
	675 IAC 22-2.2-81 Section 902.3.1; required access (Repealed)
	675 IAC 22-2.2-82 Section 902.3.2; maintenance of exterior doors and openings (Repealed)
	675 IAC 22-2.2-83 Section 902.4; key boxes (Repealed)
	675 IAC 22-2.2-84 Section 903.2; required water supply for fire protection (Repealed)
	675 IAC 22-2.2-85 Section 903.3; type of water supply (Repealed)
	675 IAC 22-2.2-86 Section 903.4.2; required installations (Repealed)
	675 IAC 22-2.2-87 Section 903.4.3; protection, marking, and obstruction of hydrants (Repealed)
	675 IAC 22-2.2-88 Section 1001.3; plans (Repealed)
	675 IAC 22-2.2-89 Section 1001.4; installation acceptance testing (Repealed)
	675 IAC 22-2.2-90 Section 1001.5; maintenance, inspection, and testing systems out of service (Repealed)
	675 IAC 22-2.2-91 Section 1001.5.5; smoke-control systems (Repealed)
	675 IAC 22-2.2-92 Section 1001.7.2; clear space around hydrants (Repealed)
	675 IAC 22-2.2-93 Section 1001.8; marking of fire protection equipment and fire hydrants (Repealed)
	675 IAC 22-2.2-94 Section 1001.9; special hazards (Repealed)
	675 IAC 22-2.2-95 Section 1001.10; fire appliances (Repealed)
	675 IAC 22-2.2-96 Section 1002.1; portable fire extinguishers, general (Repealed)
	675 IAC 22-2.2-97 Section 1003; fire-extinguishing systems (Repealed)
	675 IAC 22-2.2-98 Section 1004; standpipes (Repealed)
	675 IAC 22-2.2-99 Section 1005; basement pipe inlets (Repealed)
	675 IAC 22-2.2-100 Section 1006.1; ventilating hood and duct systems (Repealed)
	675 IAC 22-2.2-101 Section 1006.2.1; where required (Repealed)
	675 IAC 22-2.2-102 Section 1006; protection of commercial cooking operations (Repealed)
	675 IAC 22-2.2-103 Section 1006.2.7; portable fire extinguishers (Repealed)
	675 IAC 22-2.2-104 Section 1006.2.8; operations and maintenance (Repealed)
	675 IAC 22-2.2-105 Section 1007.1; general (Repealed)
	675 IAC 22-2.2-106 Section 1007.2.9.2; existing Group R occupancies (Repealed)
	675 IAC 22-2.2-107 Section 1007.3.1; design standards (Repealed)
	675 IAC 22-2.2-107.1 Section 1007.3.3.3.4; visual alarms (Expired)
	675 IAC 22-2.2-108 Section 1007.3.3.4; connections to other systems (Repealed)
	675 IAC 22-2.2-109 Section 1007.3.3.6.1; monitoring, general (Repealed)
	675 IAC 22-2.2-110 Section 1007.3.3.6.2; automatic telephone dialing devices (Repealed)
	675 IAC 22-2.2-111 Section 1007.3.3.7; annunciation (Repealed)
	675 IAC 22-2.2-112 Section 1007.3.4.1; acceptance test (Repealed)
	675 IAC 22-2.2-113 Section 1007.3.4.2; certification (Repealed)
	675 IAC 22-2.2-114 Section 1007.3.4.3; instructions (Repealed)
	675 IAC 22-2.2-115 Section 1101.1; scope (Repealed)
	675 IAC 22-2.2-116 Section 1101.3; permits and plans (Repealed)
	675 IAC 22-2.2-117 Section 1102.2.5; discontinuance (Repealed)
	675 IAC 22-2.2-118 Section 1102.3.4; time and atmospheric restrictions (Repealed)
	675 IAC 22-2.2-119 Section 1102.3.7; attendance (Repealed)
	675 IAC 22-2.2-120 Section 1102.3.8; discontinuance (Repealed)
	675 IAC 22-2.2-121 Section 1102.4.5; discontinuance (Repealed)
	675 IAC 22-2.2-122 Section 1103.2.4; combustible vegetation (Repealed)
	675 IAC 22-2.2-123 Section 1103.3.2.2; ceiling clearance (Repealed)
	675 IAC 22-2.2-124 Section 1103.3.2.4; equipment rooms (Repealed)
	675 IAC 22-2.2-125 Section 1103.3.3.1; use of combustible decorative materials, general (Repealed)
	675 IAC 22-2.2-126 Section 1103.3.3.4; foam plastics (Repealed)
	675 IAC 22-2.2-127 Section 1103.3; storage, use, and handling of miscellaneous combustible materials (Repealed)
	675 IAC 22-2.2-128 Section 1103.3.5.1; location (Repealed)
	675 IAC 22-2.2-129 Section 1103.3.6.3; separation (Repealed)
	675 IAC 22-2.2-130 Section 1103.3.6.3; separation (Repealed)
	675 IAC 22-2.2-131 Section 1103.3.6; outside storage of tires (Repealed)
	675 IAC 22-2.2-132 Section 1106; gas meters and piping (Repealed)
	675 IAC 22-2.2-133 Section 1109.4.1; designated areas (Repealed)
	675 IAC 22-2.2-134 Section 1109.4.2; hazardous environmental conditions (Repealed)
	675 IAC 22-2.2-134.5 Section 1109.8.1; general (Repealed)
	675 IAC 22-2.2-135 Section 1109.8.3; religious ceremonies (Repealed)
	675 IAC 22-2.2-136 Section 1109.8.4; theatrical performances (Repealed)
	675 IAC 22-2.2-137 Section 1111.2.3; identification (Repealed)
	675 IAC 22-2.2-138 Section 1202.1; adequacy of means of egress in existing occupancies, general (Repealed)
	675 IAC 22-2.2-139 Section 1202.2; abatement of buildings and structures with inadequate exits (Repealed)
	675 IAC 22-2.2-140 Section 1205; fire escapes (Repealed)
	675 IAC 22-2.2-141 Section 1207.3; locking devices (Repealed)
	675 IAC 22-2.2-142 Section 1210.5; enclosures (Repealed)
	675 IAC 22-2.2-143 Section 1213.2; means of egress plans (Repealed)
	675 IAC 22-2.2-144 Section 1302.1; reporting of emergencies and false alarms, general (Repealed)
	675 IAC 22-2.2-145 Section 1302.2; reporting emergencies (Repealed)
	675 IAC 22-2.2-146 Section 1303.1; emergency plans and procedures, general (Repealed)
	675 IAC 22-2.2-147 Section 1303.3.3.2; fire drills (Repealed)
	675 IAC 22-2.2-148 Section 1303.3.4.2; training (Repealed)
	675 IAC 22-2.2-149 Section 1303.3.5.2; means of egress diagrams (Repealed)
	675 IAC 22-2.2-150 Section 1303.3.5.2; sign (Repealed)
	675 IAC 22-2.2-151 Section 1303.3.5.3.1; fire emergency guide for apartment buildings, general (Repealed)
	675 IAC 22-2.2-152 Section 1303.3.6; Group R, Division 4 occupancies (Repealed)
	675 IAC 22-2.2-153 Section 1303.4.1; emergency plans, general (Repealed)
	675 IAC 22-2.2-154 Section 1303.4.2; review (Repealed)
	675 IAC 22-2.2-155 Section 1303.5; employee duties, assignments, and training (Repealed)
	675 IAC 22-2.2-156 Section 1303.5; employee duties, assignment, and training (Repealed)
	675 IAC 22-2.2-157 Section 1303.6; fire drills (Repealed)
	675 IAC 22-2.2-158 Section 2401.2; permits (Repealed)
	675 IAC 22-2.2-159 Section 2401.4; transferring fuel (Repealed)
	675 IAC 22-2.2-160 Section 2401.5; application of flammable and combustible liquid finishes (Repealed)
	675 IAC 22-2.2-161 Section 2401.12; combustible storage (Repealed)
	675 IAC 22-2.2-162 Section 2401.13.1; portable fire extinguishers, general (Repealed)
	675 IAC 22-2.2-163 Section 2402.5.2; garaging (Repealed)
	675 IAC 22-2.2-164 Section 2402.6; conditions of equipment (Repealed)
	675 IAC 22-2.2-165 Section 2403.1; general (Repealed)
	675 IAC 22-2.2-166 Section 2501.3; permits and plans (Repealed)
	675 IAC 22-2.2-167 Section 2501.4.2; communication (Repealed)
	675 IAC 22-2.2-168 Section 2501.4; supervision and communication system (Repealed)
	675 IAC 22-2.2-169 Section 2501.5; decorative materials (Repealed)
	675 IAC 22-2.2-170 Section 2501.14; plan of exit ways and aisles (Repealed)
	675 IAC 22-2.2-171 Section 2501.16.2; determination of occupant load (Repealed)
	675 IAC 22-2.2-172 Section 2501.16.3; overcrowding (Repealed)
	675 IAC 22-2.2-173 Section 2501.18; standby personnel (Repealed)
	675 IAC 22-2.2-174 Section 2504.2.2.1; vehicular traffic (Repealed)
	675 IAC 22-2.2-175 Section 2504.3.1; concession stands, general (Repealed)
	675 IAC 22-2.2-176 Section 2504.4.1; internal combustion power source, general (Repealed)
	675 IAC 22-2.2-177 Section 2504.4.2; fueling (Repealed)
	675 IAC 22-2.2-178 Section 2504; outdoor carnivals and fairs (Repealed)
	675 IAC 22-2.2-179 Section 2504; outdoor carnivals and fairs (Repealed)
	675 IAC 22-2.2-180 Section 2505.2; displays (Repealed)
	675 IAC 22-2.2-181 Section 2505.2.3.2; quantity limit (Repealed)
	675 IAC 22-2.2-182 Section 2505.3; competitions and demonstrations (Repealed)
	675 IAC 22-2.2-183 Section 2506; haunted houses and similar temporary installations (Repealed)
	675 IAC 22-2.2-184 Section 2602; permits (Repealed)
	675 IAC 22-2.2-185 Section 2703; permits (Repealed)
	675 IAC 22-2.2-186 Section 2705; storage and handling (Repealed)
	675 IAC 22-2.2-187 Section 2706; fire protection equipment (Repealed)
	675 IAC 22-2.2-188 Section 2803; permits (Repealed)
	675 IAC 22-2.2-189 Section 2901.2; permits (Repealed)
	675 IAC 22-2.2-190 Section 2904; repair of fuel tanks (Repealed)
	675 IAC 22-2.2-191 Section 2905; housekeeping (Repealed)
	675 IAC 22-2.2-192 Section 3003; permits (Repealed)
	675 IAC 22-2.2-193 Section 3004.4.2; access plan (Repealed)
	675 IAC 22-2.2-194 Section 3006.5; emergency plan (Repealed)
	675 IAC 22-2.2-195 Section 3008.6; static pile protection (Repealed)
	675 IAC 22-2.2-196 Section 3008.10; emergency plan (Repealed)
	675 IAC 22-2.2-197 Section 3203; permits (Repealed)
	675 IAC 22-2.2-198 Section 3204; use period (Repealed)
	675 IAC 22-2.2-199 Section 3211.5; aisles (Repealed)
	675 IAC 22-2.2-200 Section 3212; maintenance of means of egress (Repealed)
	675 IAC 22-2.2-201 Section 3215.2; fireworks, open flames, and hot objects (Repealed)
	675 IAC 22-2.2-202 Section 3216.1; cooking and heating, general (Repealed)
	675 IAC 22-2.2-203 Section 3221.3; storage (Repealed)
	675 IAC 22-2.2-204 Section 3302; permits (Repealed)
	675 IAC 22-2.2-205 Section 3304; storage and handling (Repealed)
	675 IAC 22-2.2-206 Section 3403; permits (Repealed)
	675 IAC 22-2.2-207 Section 3409; burning operations (Repealed)
	675 IAC 22-2.2-208 Section 3410.3; mitigation for vehicle fluid leaks (Repealed)
	675 IAC 22-2.2-209 Section 3503; permits (Repealed)
	675 IAC 22-2.2-210 Section 3504.3; fueled equipment (Repealed)
	675 IAC 22-2.2-211 Section 3504.4; hazardous materials (Repealed)
	675 IAC 22-2.2-212 Section 3601.3; permits (Repealed)
	675 IAC 22-2.2-213 Section 3601.5.1; changes in class (Repealed)
	675 IAC 22-2.2-214 Section 3602.2.3; exhaust ventilation systems (Repealed)
	675 IAC 22-2.2-215 Section 3603.11; drying tumblers and cabinets (Repealed)
	675 IAC 22-2.2-216 Article 37; fire safety in race track stables (Repealed)
	675 IAC 22-2.2-217 Section 4501.3; permits (Repealed)
	675 IAC 22-2.2-218 Section 4502.1; location of spray-finishing operations (Repealed)
	675 IAC 22-2.2-219 Section 4502.2.7; separation (Repealed)
	675 IAC 22-2.2-220 Section 4502.5.5; duct material and termination point (Repealed)
	675 IAC 22-2.2-221 Section 4502.6.1; limited spraying areas, general (Repealed)
	675 IAC 22-2.2-221.5 Section 4503; dipping operations (Repealed)
	675 IAC 22-2.2-222 Section 4602; permits (Repealed)
	675 IAC 22-2.2-223 Section 4603.1; use of ethylene, general (Repealed)
	675 IAC 22-2.2-224 Section 4702; permits (Repealed)
	675 IAC 22-2.2-225 Section 4704; notification of fumigation (Repealed)
	675 IAC 22-2.2-226 Section 4802; permits (Repealed)
	675 IAC 22-2.2-227 Section 4901.3; permits (Repealed)
	675 IAC 22-2.2-228 Section 4901.5.2; prohibited areas (Repealed)
	675 IAC 22-2.2-229 Section 5003; permits (Repealed)
	675 IAC 22-2.2-230 Section 5101.3; existing buildings and existing fabrication areas (Repealed)
	675 IAC 22-2.2-231 Section 5101.5; permits (Repealed)
	675 IAC 22-2.2-232 Section 5101.8; construction requirements (Repealed)
	675 IAC 22-2.2-233 Section 5101.9.1.1; plans and diagrams (Repealed)
	675 IAC 22-2.2-234 Section 5101.9.1.2; plans updating (Repealed)
	675 IAC 22-2.2-235 Section 5101.9.1.3; emergency response team (Repealed)
	675 IAC 22-2.2-236 Section 5101.10.2; manual fire alarm system (Repealed)
	675 IAC 22-2.2-237 Section 5101.10.3.2.1; service corridors (Repealed)
	675 IAC 22-2.2-238 Section 5101.12.2; where required (Repealed)
	675 IAC 22-2.2-239 Section 5103.2.3.2; protection of vessels (Repealed)
	675 IAC 22-2.2-240 Section 5201.3.1; permits (Repealed)
	675 IAC 22-2.2-240.1 Section 5201.3.2; plans and specifications (Expired)
	675 IAC 22-2.2-241 Section 5201.5.1; protection of dispensers (Repealed)
	675 IAC 22-2.2-241.1 Section 5201.5.3; emergency shutdown devices (Expired)
	675 IAC 22-2.2-242 Section 5201.6.2; attendants (Repealed)
	675 IAC 22-2.2-243 Section 5202.3.3; fueling from portable tanks (Repealed)
	675 IAC 22-2.2-243.1 Section 5202.3.4; storage tanks at bulk plants (Expired)
	675 IAC 22-2.2-244 Section 5202.3.9; inventory control (Repealed)
	675 IAC 22-2.2-245 Section 5202.4.1; aboveground tanks (Repealed)
	675 IAC 22-2.2-245.2 Section 5202.4.4.2; nozzles (Repealed)
	675 IAC 22-2.2-245.5 Section 5202.4.8; special-type dispensers (Repealed)
	675 IAC 22-2.2-246 Section 5202.5.1; pressure delivery motor vehicle fuel-dispensing stations, general (Repealed)
	675 IAC 22-2.2-247 Section 5202.5.2; pits (Repealed)
	675 IAC 22-2.2-248 Section 5202.6.3; classified area (Repealed)
	675 IAC 22-2.2-249 Section 5202.10.1; motor vehicle fuel- dispensing stations located inside buildings, general ( Repealed)
	675 IAC 22-2.2-250 Section 5202.11.3.5; flexible connections (Repealed)
	675 IAC 22-2.2-251 Section 5202.11.4.2; location of tanks and pumps (Repealed)
	675 IAC 22-2.2-252 Section 5202.11.4.6; liquefied petroleum gas (Repealed)
	675 IAC 22-2.2-253 Section 5202.13.2.1; dispensing devices (Repealed)
	675 IAC 22-2.2-254 Section 5202.13.3.2; location (Repealed)
	675 IAC 22-2.2-255 Section 5202.13.3.3; installation (Repealed)
	675 IAC 22-2.2-256 Section 5202.13.3.12; site control (Repealed)
	675 IAC 22-2.2-257 Section 5202.13.4; maintenance, tests, and inspection (Repealed)
	675 IAC 22-2.2-258 Section 5203; liquefied petroleum gas motor vehicle fuel-dispensing stations (Repealed)
	675 IAC 22-2.2-259 Section 5204.6; private fueling of motor vehicles (Repealed)
	675 IAC 22-2.2-260 Section 5204.10.2.2; use-closed transfer system (Repealed)
	675 IAC 22-2.2-261 Section 5204.10.2.3.1; plans and specifications (Repealed)
	675 IAC 22-2.2-262 Section 5204; compressed natural gas motor vehicle fuel-dispensing stations (Repealed)
	675 IAC 22-2.2-263 Section 6103; permits (Repealed)
	675 IAC 22-2.2-264 Section 6106.3; location (Repealed)
	675 IAC 22-2.2-265 Section 6202; permits and plans (Repealed)
	675 IAC 22-2.2-266 Section 6301; scope (Repealed)
	675 IAC 22-2.2-267 Section 6304; permits and plans (Repealed)
	675 IAC 22-2.2-268 Section 6306; access (Repealed)
	675 IAC 22-2.2-269 Section 6310.1; refrigeration machinery room, when required (Repealed)
	675 IAC 22-2.2-270 Section 6320.2; periodic testing (Repealed)
	675 IAC 22-2.2-271 Section 6320.4; frequency of testing (Repealed)
	675 IAC 22-2.2-272 Section 6320.5; personnel qualifications (Repealed)
	675 IAC 22-2.2-273 Section 6323; changing of refrigerant type (Repealed)
	675 IAC 22-2.2-274 Section 6324; records (Repealed)
	675 IAC 22-2.2-275 Section 6403; permits (Repealed)
	675 IAC 22-2.2-276 Section 6404.3; occupancy separations (Repealed)
	675 IAC 22-2.2-277 Section 7401.3; permits (Repealed)
	675 IAC 22-2.2-278 Section 7401.10; service and repair (Repealed)
	675 IAC 22-2.2-279 Section 7401.12; exposure to fire (Repealed)
	675 IAC 22-2.2-280 Section 7401.15; overhead cover (Repealed)
	675 IAC 22-2.2-281 Section 7404.2.1.1; general (Repealed)
	675 IAC 22-2.2-282 Section 7501.3; permits (Repealed)
	675 IAC 22-2.2-283 Section 7501.4.2; nonstandard containers (Repealed)
	675 IAC 22-2.2-284 Section 7501.11.2; systems (Repealed)
	675 IAC 22-2.2-285 Section 7501.14; lighting (Repealed)
	675 IAC 22-2.2-286 Section 7502.3.2.2; drainage (Repealed)
	675 IAC 22-2.2-287 Section 7503.1.2; cryogenic fluid systems (Repealed)
	675 IAC 22-2.2-288 Section 7503.1.3.2; design and construction (Repealed)
	675 IAC 22-2.2-289 Section 7503.1.3.5; physical protection and support (Repealed)
	675 IAC 22-2.2-290 Section 7502.3.1.3; drainage (Repealed)
	675 IAC 22-2.2-291 Section 7601.3; permits (Repealed)
	675 IAC 22-2.2-292 Section 7701.3.1; permits, required (Repealed)
	675 IAC 22-2.2-293 Section 7701.3.2; unsafe material or practice (Repealed)
	675 IAC 22-2.2-294 Section 7701.4; bond (Repealed)
	675 IAC 22-2.2-295 Section 7701.7.1; manufacturing (Repealed)
	675 IAC 22-2.2-296 Section 7701.7.2; limits established by law (Repealed)
	675 IAC 22-2.2-297 Section 7701.7.3; limits based on location (Repealed)
	675 IAC 22-2.2-298 Section 7701.8; seizure of explosive materials (Repealed)
	675 IAC 22-2.2-299 Section 7702.1.15; yard maintenance (Repealed)
	675 IAC 22-2.2-300 Section 7702.2.6; repackaging of damaged containers (Repealed)
	675 IAC 22-2.2-301 Section 7702.3.3; location (Repealed)
	675 IAC 22-2.2-302 Section 7702.3.10; indoor magazines (Repealed)
	675 IAC 22-2.2-303 Section 7703.1.1; hours of operation (Repealed)
	675 IAC 22-2.2-304 Section 7703.1.6; utilities notification (Repealed)
	675 IAC 22-2.2-305 Section 7703.1.12; disposal of packaging (Repealed)
	675 IAC 22-2.2-306 Section 7703.2.1; public conveyance (Repealed)
	675 IAC 22-2.2-307 Section 7703.2.3; authorization (Repealed)
	675 IAC 22-2.2-308 Section 7703.2.5; fire extinguisher maintenance and placement (Repealed)
	675 IAC 22-2.2-309 Section 7703.2.12; transportation routes (Repealed)
	675 IAC 22-2.2-310 Section 7703.2.15; passengers (Repealed)
	675 IAC 22-2.2-311 Section 7703.3.1; quantities at terminals (Repealed)
	675 IAC 22-2.2-312 Section 7703.3.5; terminal requirements (Repealed)
	675 IAC 22-2.2-313 Section 7703.4.2; ammonium nitrate storage (Repealed)
	675 IAC 22-2.2-314 Section 7703.4.3; intraplant operations (Repealed)
	675 IAC 22-2.2-315 Section 7703.5.1; mixing facilities (Repealed)
	675 IAC 22-2.2-316 Section 7703.5.6; disposal of oxidizer bags (Repealed)
	675 IAC 22-2.2-317 Section 7704.9.1; disposal site safeguards (Repealed)
	675 IAC 22-2.2-318 Section 7801.1; scope (Repealed)
	675 IAC 22-2.2-319 Section 7801.2.1; general (Repealed)
	675 IAC 22-2.2-320 Section 7801.3.1.1; manufacturing (Repealed)
	675 IAC 22-2.2-321 Section 7801.3.1.2; displays (Repealed)
	675 IAC 22-2.2-322 Section 7801.3.2; pyrotechnic special effects material (Repealed)
	675 IAC 22-2.2-323 Section 7802.1; general (Repealed)
	675 IAC 22-2.2-324 Section 7802.2; seizure of fireworks (Repealed)
	675 IAC 22-2.2-325 Section 7802.3; prohibition (Repealed)
	675 IAC 22-2.2-326 Section 7802.4.1; general (Repealed)
	675 IAC 22-2.2-327 Section 7802.4.2; pyrotechnic operator (Repealed)
	675 IAC 22-2.2-328 Section 7802.4.3; insurance (Repealed)
	675 IAC 22-2.2-329 Section 7802.4.4.1; site criteria (Repealed)
	675 IAC 22-2.2-330 Table 7802.3-A; minimum mortar separation distances (Repealed)
	675 IAC 22-2.2-331 Section 7802.4.9.2; fire protection (Repealed)
	675 IAC 22-2.2-332 Section 7803.4.2.2.2; outside of buildings (Repealed)
	675 IAC 22-2.2-333 Section 7803.8.1.1; demonstration and approval (Repealed)
	675 IAC 22-2.2-334 Section 7803.8.2; smoke control (Repealed)
	675 IAC 22-2.2-335 Section 7803.8.3; binary explosives (Repealed)
	675 IAC 22-2.2-336 Section 7901.3; permits and plans (Repealed)
	675 IAC 22-2.2-337 Section 7901.3.1; permits (Repealed)
	675 IAC 22-2.2-338 Section 7901.3.2; plans (Repealed)
	675 IAC 22-2.2-339 Section 7901.4.2.1; flammable liquids (Repealed)
	675 IAC 22-2.2-340 Section 7901.4.3; other applications (Repealed)
	675 IAC 22-2.2-341 Section 7901.7.1; general (Repealed)
	675 IAC 22-2.2-342 Section 7901.7.4; site assessment (Repealed)
	675 IAC 22-2.2-343 Section 7901.9.1; labeling and signs, general (Repealed)
	675 IAC 22-2.2-344 Section 7901.9.3; location (Repealed)
	675 IAC 22-2.2-345 Section 7901.11.10; testing (Repealed)
	675 IAC 22-2.2-346 Section 7902.1.2; change of tank contents (Repealed)
	675 IAC 22-2.2-347 Section 7902.1.3.1; smoking and open flame (Repealed)
	675 IAC 22-2.2-348 Section 7902.1.7.2.3; underground tanks out of service for one year (Repealed)
	675 IAC 22-2.2-349 Section 7902.1.7.2.5; reinstallation of underground tanks (Repealed)
	675 IAC 22-2.2-350 Section 7902.1.7.3.3; aboveground tanks out of service for one year (Repealed)
	675 IAC 22-2.2-351 Section 7902.1.7.4.1; removing tanks, general (Repealed)
	675 IAC 22-2.2-352 Section 7902.1.8.1.2; use of tank cars and tank vehicles as storage tanks (Repealed)
	675 IAC 22-2.2-353 Section 7902.1.8.2.2; use of tank cars and tank vehicles as storage tanks (Repealed)
	675 IAC 22-2.2-354 Section 7902.1.8.2.3; pressure limitations for tanks (Repealed)
	675 IAC 22-2.2-355 Section 7902.1.8.2.4; locations subject to flooding (Repealed)
	675 IAC 22-2.2-356 Section 7902.1.8.2.5; acceptance testing (Repealed)
	675 IAC 22-2.2-357 Section 7902.1.8.2.6; product compatibility (Repealed)
	675 IAC 22-2.2-358 Section 7902.1.8.2.7; use of combustible materials in tank construction (Repealed)
	675 IAC 22-2.2-359 Section 7902.1.8.2.11; existing oil storage reservoirs (Repealed)
	675 IAC 22-2.2-360 Section 7902.1.11.2; vent lines (Repealed)
	675 IAC 22-2.2-361 Section 7902.1.14.4; fire protection of supports (Repealed)
	675 IAC 22-2.2-362 Section 7902.2.2.7; reduction of separation distance to adjacent property (Repealed)
	675 IAC 22-2.2-363 Section 7902.2.4.1; foam fire protection, required systems (Repealed)
	675 IAC 22-2.2-364 Section 7902.2.6.3.4; reductions in required venting for stable liquids (Repealed)
	675 IAC 22-2.2-365 Section 7902.2.8.1; drainage control and diking, general (Repealed)
	675 IAC 22-2.2-365.2 Section 7902.2.8.3.8; equipment, controls, and piping in diked areas (Repealed)
	675 IAC 22-2.2-365.5 Section 7902.5.6.2; displacement protection (Repealed)
	675 IAC 22-2.2-366 Section 7902.5.10.2.5; storage plan (Repealed)
	675 IAC 22-2.2-367 Section 7902.5.11.5.1; fire-extinguishing systems (Repealed)
	675 IAC 22-2.2-368 Section 7902.5.12.5.1; fire-extinguishing systems (Repealed)
	675 IAC 22-2.2-368.1 Section 7902.6.1; general (Expired)
	675 IAC 22-2.2-369 Section 7902.6.7; location subject to flooding (Repealed)
	675 IAC 22-2.2-369.5 Section 7902.6.5.3; overfill prevention system (Repealed)
	675 IAC 22-2.2-370 Section 7902.6.10; tank lining (Repealed)
	675 IAC 22-2.2-371 Section 7902.6.11; secondary containment (Repealed)
	675 IAC 22-2.2-372 Section 7902.6.13; leak detection installation and maintenance (Repealed)
	675 IAC 22-2.2-373 Section 7902.6.15; corrosion protection (Repealed)
	675 IAC 22-2.2-374 Section 7902.6.16.1; testing of underground tanks, general (Repealed)
	675 IAC 22-2.2-375 Section 7902.16.3; existing tanks and piping (Repealed)
	675 IAC 22-2.2-376 Table 7902.1-A; maximum size of containers and portable tanks (Repealed)
	675 IAC 22-2.2-377 Section 7903.1.3.5; Class I and II liquids (Repealed)
	675 IAC 22-2.2-378 Section 7903.2.1.2; closure of mixing or blending vessels (Repealed)
	675 IAC 22-2.2-378.5 Section 7903.2.3.4.4; spill control and secondary containment (Repealed)
	675 IAC 22-2.2-379 Table 7903.2-B; exemption amounts for use, dispensing, and mixing of flammable and combustible liquids ( Repealed)
	675 IAC 22-2.2-380 Section 7903.3.3; location on property (Repealed)
	675 IAC 22-2.2-381 Section 7903.4.3; manufacturer's instruction manual (Repealed)
	675 IAC 22-2.2-382 Section 7904.1; special operations, general (Repealed)
	675 IAC 22-2.2-383 Section 7904.2; storage and dispensing of flammable and combustible liquids on farms and construction sites ( Repealed)
	675 IAC 22-2.2-384 Section 7904.2.1; general (Repealed)
	675 IAC 22-2.2-385 Section 7904.2.7; portable fire extinguishers (Repealed)
	675 IAC 22-2.2-386 Section 7904.2.8.1; general (Repealed)
	675 IAC 22-2.2-387 Section 7904.3.7; soundproofing (Repealed)
	675 IAC 22-2.2-388 Section 7904.4.2.2; means of egress (Repealed)
	675 IAC 22-2.2-389 Section 7904.4.5; overfill protection of Class 1 liquids (Repealed)
	675 IAC 22-2.2-390 Section 7904.4.6.7; mechanical work (Repealed)
	675 IAC 22-2.2-391 Section 7904.5.2.6; security (Repealed)
	675 IAC 22-2.2-392 Section 7904.5.3.6; security (Repealed)
	675 IAC 22-2.2-393 Section 7904.5.4.2.2; marine craft and special equipment (Repealed)
	675 IAC 22-2.2-394 Section 7904.5.4.2.3; emergency refueling (Repealed)
	675 IAC 22-2.2-395 Section 7904.5.4.2.5; fueling of vehicles at farms, construction sites, and similar areas (Repealed)
	675 IAC 22-2.2-396 Section 7904.5.4.3; time limit or unloading (Repealed)
	675 IAC 22-2.2-397 Section 7904.5.4.4; unloading inside buildings (Repealed)
	675 IAC 22-2.2-398 Section 7904.6.5.2.1; parking near residential, educational, and institutional occupancies and other high- risk areas ( Repealed)
	675 IAC 22-2.2-399 Section 7904.6.6; garaging (Repealed)
	675 IAC 22-2.2-400 Section 8001.1.2; material classification (Repealed)
	675 IAC 22-2.2-401 Section 8001.1.3; application (Repealed)
	675 IAC 22-2.2-402 Section 8001.1.4; existing buildings (Repealed)
	675 IAC 22-2.2-403 Section 8001.2; definitions (Repealed)
	675 IAC 22-2.2-404 Section 8001.3.1; general (Repealed)
	675 IAC 22-2.2-405 Section 8001.3.2; hazardous materials management plan (Repealed)
	675 IAC 22-2.2-406 Section 8001.3.3; hazardous materials inventory statement (Repealed)
	675 IAC 22-2.2-407 Section 8001.4.7.2; tanks out-of-service for 90 days (Repealed)
	675 IAC 22-2.2-408 Section 8001.5.1; general (Repealed)
	675 IAC 22-2.2-409 Section 8001.5.2.1; records (Repealed)
	675 IAC 22-2.2-410 Section 8001.5.2.2; notification (Repealed)
	675 IAC 22-2.2-411 Section 8001.5.2.5; responsibility for cleanup (Repealed)
	675 IAC 22-2.2-412 Section 8001.6; material safety data sheets (Repealed)
	675 IAC 22-2.2-412.5 Section 8001.11.3; protection from vehicles (Repealed)
	675 IAC 22-2.2-413 Section 8001.7; identification signs (Repealed)
	675 IAC 22-2.2-414 Section 8001.11.9; shelf storage (Repealed)
	675 IAC 22-2.2-415 Section 8001.12.2; required use of carts and trucks (Repealed)
	675 IAC 22-2.2-416 Section 8001.13.1; temporarily out-of-service facilities (Repealed)
	675 IAC 22-2.2-417 Section 8001.13.2; permanently out-of-service facilities (Repealed)
	675 IAC 22-2.2-418 Section 8001.13.3; plan (Repealed)
	675 IAC 22-2.2-419 Section 8001.15.2.4; Group E occupancies (Repealed)
	675 IAC 22-2.2-420 Table 8001.15-B; exempt amounts of hazardous materials presenting a health hazard (Repealed)
	675 IAC 22-2.2-421 Section 8001.16.2.2; ignition source control (Repealed)
	675 IAC 22-2.2-422 Section 8003.1.2; signs (Repealed)
	675 IAC 22-2.2-423 Section 8003.1.4.2; system requirements (Repealed)
	675 IAC 22-2.2-424 Section 8003.1.6; fire-extinguishing systems (Repealed)
	675 IAC 22-2.2-425 Section 8003.1.11; supervision (Repealed)
	675 IAC 22-2.2-426 Table 8003.5-A; flammable compressed gases distance from storage to exposures (Repealed)
	675 IAC 22-2.2-427 Table 8003.6-B; Class 4 oxidizers liquids and solids separation of detached and outdoor storage from other buildings, property lines, streets, alleys, public ways, or exits to a public way ( Repealed)
	675 IAC 22-2.2-428 Table 8003.6-G; oxidizing gases-distance from use to exposures (Repealed)
	675 IAC 22-2.2-429 Table 8003.8-A; pyrophoric gases-distance from storage to exposures (Repealed)
	675 IAC 22-2.2-430 Section 8003.12.1.3; exhaust scrubber (Repealed)
	675 IAC 22-2.2-431 Section 8003.12.2.3; fire-extinguishing systems (Repealed)
	675 IAC 22-2.2-432 Section 8003.13; radioactive materials (Repealed)
	675 IAC 22-2.2-433 Section 8004.1.10; fire-extinguishing systems (Repealed)
	675 IAC 22-2.2-434 Section 8004.1.15; liquid transfer (Repealed)
	675 IAC 22-2.2-435 Section 8004.2.2.3; fire-extinguishing system (Repealed)
	675 IAC 22-2.2-436 Section 8004.2.2.5.1; spill control for hazardous materials (Repealed)
	675 IAC 22-2.2-437 Section 8004.2.3.2; closed systems, use (Repealed)
	675 IAC 22-2.2-437.5 Section 8004.2.3.4; fire-extinguishing system (Repealed)
	675 IAC 22-2.2-437.7 Section 8004.3.4.1.1; spill control for hazardous materials liquids (Repealed)
	675 IAC 22-2.2-438 Section 8101.3; permits and plan submittal (Repealed)
	675 IAC 22-2.2-439 Section 8101.3.1; permits (Repealed)
	675 IAC 22-2.2-440 Section 8101.3.2; plans and specifications submittal (Repealed)
	675 IAC 22-2.2-441 Section 8101.3.3; evacuation plan (Repealed)
	675 IAC 22-2.2-442 Section 8102.1; general fire protection and life safety features, general (Repealed)
	675 IAC 22-2.2-443 Section 8102.6.1; access roadways (Repealed)
	675 IAC 22-2.2-443.5 Section 8102.6.2.2; number of doors required (Repealed)
	675 IAC 22-2.2-444 Section 8102.7.1; smoke and heat removal, general (Repealed)
	675 IAC 22-2.2-445 Section 8102.9.1; small hose stations (Repealed)
	675 IAC 22-2.2-446 Section 8102.10.1; aisles, general (Repealed)
	675 IAC 22-2.2-447 Section 8104.5.1; required approvals (Repealed)
	675 IAC 22-2.2-448 Section 8104.5.2; fire protection (Repealed)
	675 IAC 22-2.2-449 Table 81-A; general fire protection and life safety requirements (Repealed)
	675 IAC 22-2.2-450 Section 8202; permits, plans, and records (Repealed)
	675 IAC 22-2.2-451 Section 8202.1; permits and plans (Repealed)
	675 IAC 22-2.2-452 Section 8202.2; records (Repealed)
	675 IAC 22-2.2-453 Section 8203.2.1; portable containers (Repealed)
	675 IAC 22-2.2-454 Section 8203.2.1.1; general (Repealed)
	675 IAC 22-2.2-455 Section 8203.2.1.3; construction and temporary heating (Repealed)
	675 IAC 22-2.2-456 Section 8203.2.1.5; educational and institutional uses (Repealed)
	675 IAC 22-2.2-457 Section 8203.2.1.6; demonstration uses (Repealed)
	675 IAC 22-2.2-458 Section 8204.1; location of containers, general (Repealed)
	675 IAC 22-2.2-459 Section 8204.2; maximum capacity within established limits (Repealed)
	675 IAC 22-2.2-460 Section 8204.3; container location (Repealed)
	675 IAC 22-2.2-461 Section 8204.4; multiple container installation (Repealed)
	675 IAC 22-2.2-462 Section 8205.2; release to the atmosphere (Repealed)
	675 IAC 22-2.2-463 Section 8210; protecting containers from vehicles (Repealed)
	675 IAC 22-2.2-464 Section 8212.12; location of storage outside of buildings (Repealed)
	675 IAC 22-2.2-465 Section 8212.13; protection of containers (Repealed)
	675 IAC 22-2.2-466 Section 8212.14; alternate location and protection of storage (Repealed)
	675 IAC 22-2.2-467 Section 8213.2; permanently out of service (Repealed)
	675 IAC 22-2.2-468 Section 8214.1; general (Repealed)
	675 IAC 22-2.2-469 Section 8214.2.1; near residential, educational, and institutional occupancies and other high-risk areas ( Repealed)
	675 IAC 22-2.2-470 Table 8212-A; location of containers awaiting use (Repealed)
	675 IAC 22-2.2-471 Section 8503.1; during construction (Repealed)
	675 IAC 22-2.2-472 Section 8503.3; attachment to structures (Repealed)
	675 IAC 22-2.2-473 Section 8506.2.3; power supply (Repealed)
	675 IAC 22-2.2-474 Section 8509.3; labeling (Repealed)
	675 IAC 22-2.2-475 Section 8702; permits (Repealed)
	675 IAC 22-2.2-476 Section 8704.2; access roads (Repealed)
	675 IAC 22-2.2-477 Section 8704.4.2; fire extinguishers (Repealed)
	675 IAC 22-2.2-478 Section 8704.4.4; fire protection (Repealed)
	675 IAC 22-2.2-479 Section 8704.7; heating devices (Repealed)
	675 IAC 22-2.2-480 Section 8704.8; smoking (Repealed)
	675 IAC 22-2.2-481 Section 8704.15; building access (Repealed)
	675 IAC 22-2.2-482 Section 8704.16; emergency telephone (Repealed)
	675 IAC 22-2.2-483 Section 8705; alterations of buildings (Repealed)
	675 IAC 22-2.2-484 Section 8706.5; burning of combustible waste (Repealed)
	675 IAC 22-2.2-485 Section 8801.3; permits (Repealed)
	675 IAC 22-2.2-486 Section 8803.2.2; storage (Repealed)
	675 IAC 22-2.2-487 Section 8901.1; purpose, scope (Repealed)
	675 IAC 22-2.2-488 Section 8902.1; definitions (Repealed)
	675 IAC 22-2.2-489 Section 8903.1; fire safety requirements (Repealed)
	675 IAC 22-2.2-490 Section 9001.3; recognized standards (Repealed)
	675 IAC 22-2.2-491 Appendix I-A; life safety requirements for existing buildings other than high-rise buildings ( Repealed)
	675 IAC 22-2.2-492 Appendix I-B; life safety requirements for existing high-rise buildings (Repealed)
	675 IAC 22-2.2-493 Appendix I-C; stairway identification (Repealed)
	675 IAC 22-2.2-494 Appendix II-A; suppression and control of hazardous fire areas (Repealed)
	675 IAC 22-2.2-495 Appendix II-B; protection of flammable and combustible liquid tanks in locations subject to flooding ( Repealed)
	675 IAC 22-2.2-496 Appendix II-C; marinas (Repealed)
	675 IAC 22-2.2-497 Appendix II-D; rifle ranges (Repealed)
	675 IAC 22-2.2-498 Appendix II-E; hazardous materials management plans and hazardous materials inventory statements ( Repealed)
	675 IAC 22-2.2-499 Appendix II-F; protected aboveground tanks for motor vehicle fuel-dispensing stations outside buildings ( Repealed)
	675 IAC 22-2.2-500 Appendix II-G; secondary containment for underground tank systems containing flammable or combustible liquids ( Repealed)
	675 IAC 22-2.2-501 Appendix II-H; site assessments for determining potential fire and explosion risks from underground flammable or combustible liquid tank leaks ( Repealed)
	675 IAC 22-2.2-502 Appendix II-I; ozone gas-generating equipment (Repealed)
	675 IAC 22-2.2-503 Appendix II-J; storage of flammable and combustible liquids in tanks located within below grade vaults ( Repealed)
	675 IAC 22-2.2-504 Appendix III-A; fire-flow requirements for buildings (Repealed)
	675 IAC 22-2.2-505 Appendix III-B; fire hydrant locations and distribution (Repealed)
	675 IAC 22-2.2-506 Appendix III-C; testing automatic sprinkler and standpipe systems (Repealed)
	675 IAC 22-2.2-507 Appendix III-D; basement pipe inlets (Repealed)
	675 IAC 22-2.2-508 Appendix IV-A; interior floor finish (Repealed)
	675 IAC 22-2.2-509 Appendix IV-B; Christmas trees (Repealed)
	675 IAC 22-2.2-510 Appendix V-A; nationally recognized standards of good practice (Repealed)
	675 IAC 22-2.2-511 Appendix VI-A; hazardous materials classifications (Repealed)
	675 IAC 22-2.2-511.1 Appendix VI-B; hazard ranking (Expired)
	675 IAC 22-2.2-512 Appendix VI-C; emergency relief venting for fire exposure for aboveground tanks (Repealed)
	675 IAC 22-2.2-513 Appendix VI-D; model citation program (Repealed)
	675 IAC 22-2.2-514 Appendix VI-E; reference tables from the Uniform Building Code (Repealed)
	675 IAC 22-2.2-515 Appendix VI-F; recommended separation distances for explosive materials (Repealed)
	675 IAC 22-2.2-515.1 Appendix VI-G; cryogenic fluids weight and volume equivalents (Expired)
	675 IAC 22-2.2-516 Appendix VI-H; refrigerant groups and properties (Repealed)
	675 IAC 22-2.2-517 Appendix VI-I; unit conversion tables (Repealed)
	675 IAC 22-2.2-518 Uniform Fire Code Standard 10-1; installation, inspection, maintenance, and testing of portable fire extinguishers ( Repealed)
	675 IAC 22-2.2-519 Uniform Fire Code Standard 10-2; installation, maintenance, and use of sprinkler alarm and fire alarm systems ( Repealed)
	675 IAC 22-2.2-520 Uniform Fire Code Standard 24-1; aircraft fueling (Repealed)
	675 IAC 22-2.2-521 Uniform Fire Code Standard 52-1; compressed natural gas (CNG) vehicular fuel systems ( Repealed)
	675 IAC 22-2.2-522 Uniform Fire Code Standard 62-1; ovens and furnaces (Repealed)
	675 IAC 22-2.2-523 Uniform Fire Code Standard 74-1; industrial and institutional bulk oxygen systems (Repealed)
	675 IAC 22-2.2-524 Uniform Fire Code Standard 79-1; foam fire protection standard (Repealed)
	675 IAC 22-2.2-525 Uniform Fire Code Standard 79-2; fixed water-spray automatic fire protection systems (Repealed)
	675 IAC 22-2.2-526 Uniform Fire Code Standard 79-3; identification of health, flammability, and reactivity hazards of hazardous materials ( Repealed)
	675 IAC 22-2.2-527 Uniform Fire Code Standard 79-4; vehicles for transporting flammable or combustible liquids ( Repealed)
	675 IAC 22-2.2-528 Uniform Fire Code Standard 79-5; portable flammable or combustible liquid tanks (Repealed)
	675 IAC 22-2.2-529 Uniform Fire Code Standard 79-6; interior lining of underground storage tanks (Repealed)
	675 IAC 22-2.2-530 Uniform Fire Code Standard 79-7; testing requirements for protected aboveground tanks ( Repealed)
	675 IAC 22-2.2-531 Uniform Fire Code Standard 80-1; storage, dispensing, and use of silane and its mixtures ( Repealed)
	675 IAC 22-2.2-532 Uniform Fire Code Standard 80-2; industrial and institutional bulk oxygen systems (Repealed)
	675 IAC 22-2.2-533 Uniform Fire Code Standard 80- 3; flammable cryogenic fluid systems at consumer sites ( Repealed)
	675 IAC 22-2.2-534 Uniform Fire Code Standard 80-4; inert cryogenic fluid systems at consumer sites (Repealed)
	675 IAC 22-2.2-535 Uniform Fire Code Standard 81-1; high-piled general storage of combustibles in buildings ( Repealed)
	675 IAC 22-2.2-536 Uniform Fire Code Standard 81-2; high-piled storage of combustibles on racks in buildings ( Repealed)
	675 IAC 22-2.2-537 Uniform Fire Code Standard 81-3; mechanical smoke removal systems (Repealed)
	675 IAC 22-2.2-538 Uniform Fire Code Standard 81-4; high-piled storage of combustible records in buildings ( Repealed)
	675 IAC 22-2.2-539 Uniform Fire Code Standard 82-1; liquefied petroleum gas storage and use (Repealed)
	675 IAC 22-2.2-540 Uniform Fire Code Standard A-III-C-1; inspection, testing, and maintenance of water based fireprotection systems ( Repealed)
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